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PREFACE

This safety standard establishes a uniform Agency process for oxygen system design, materials
selection, operation, storage, and transportation.  This standard contains minimum guidelines
applicable to NASA Headquarters and all NASA Field Installations.  Installations are
encouraged to assess their individual programs and develop additional requirements as needed.
“Shalls” and “wills” denote requirements that are mandated in other existing documents
referenced at the end of each chapter and in widespread use in the aerospace industry.

This standard is issued in loose-leaf form and will be revised by change pages.

Comments and questions concerning the contents of this publication should be referred to the
National Aeronautics and Administration Headquarters, Director, Safety and Risk Management
Division, Office of the Associate for Safety and Mission Assurance, Washington, DC 20546.

Frederick D. Gregory EFFECTIVE DATE:  JAN 3 0 1996
Associate Administrator for
  Safety and Mission Assurance
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CHAPTER 1:  BASIC OXYGEN SAFETY GUIDELINES

100 SCOPE

This standard is a central Agency document containing guidelines for safely storing,
handling, and using oxygen.  The information contained in this guide also updates the
material and design information in RP-1113 (Bond et al.  1983).  Each designer, user,
operator, maintainer, and assurance personnel and their designated project managers are
responsible for incorporating the requirements of this standard into their projects or
facilities.

101 INTRODUCTION

The purpose of the Oxygen Safety Standard is to provide a practical set of guidelines for
safe oxygen use.  For the purposes of this guide, oxygen refers to gaseous and liquid
oxygen and not to oxygen-enriched mixtures, although many of the same considerations
apply.  This standard contains chapters on hazards, materials compatibility, design
concepts, and cleaning for oxygen service.  It also covers various operational issues such
as storage facility design, transportation and transfer, equipment hazards, and emergency
procedures.  The intent of this standard is to provide enough information so that it can be
used alone, but at the same time, to reference data sources that can provide much more
detail if required.  Any information contained herein on hazards and use of oxygen is
based on current knowledge and is subject to change as more testing is done or as more
information becomes available.

102 APPLICABLE DOCUMENTS

Information on safe use of oxygen systems is cited in each section.

103 PERSONNEL TRAINING

Personnel shall be properly trained for oxygen use and shall be familiar with several
specific areas.

a. Personnel who handle and use oxygen or design equipment for oxygen systems
must be familiar with its pertinent physical, chemical, and hazardous properties.
The operators shall be certified in accordance with Chapter VI-A of NHB 1700.1
(1993).  Personnel shall know what materials are compatible with oxygen and the
cleanliness requirements of oxygen systems.  They shall also be qualified to
recognize system limitations and how to respond properly to all foreseeable
failure modes.

103a
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b. Personnel must be thoroughly familiar with the use and care of protective and
safety equipment and with first-aid techniques.

c. Operators must be trained in the selection of proper equipment for handling liquid
oxygen (LOX) and gaseous oxygen (GOX) and in the procedures for handling
spills and leaks and disposing of oxygen.  Personnel involved in design and
operations must adhere to accepted standards and guidelines and comply with
established regulatory codes.

104 BASIC PRINCIPLES OF OXYGEN SAFE USE

Although oxygen itself is chemically stable, is not shock-sensitive, will not decompose,
and is not flammable; its use involves a degree of risk that shall never be overlooked.
This risk is that oxygen is a strong oxidizer that vigorously supports combustion.
Oxygen is reactive at ambient conditions, and its reactivity increases with increasing
pressure, temperature, and concentration.  Most materials, both metals and nonmetals, are
flammable in high-pressure oxygen; therefore, systems must be designed to reduce or
eliminate ignition hazards.  The successful design, development, and operation of high-
pressure oxygen systems requires special knowledge and understanding of material
properties, design practices, ignition mechanisms, test data, and manufacturing and
operational techniques.  The use of a particular material must be approved in accordance
with center safety policy which should include obtaining cognizant Materials and
Processes (M&P) approval.

Specific hazards will be addressed in Chapter 2 and ignition mechanisms in Appendix A,
but the following principles apply to all oxygen systems:

a. Materials that are highly reactive in oxygen must be avoided.

b. Materials that are less reactive, but are still flammable (see situationally
flammable, Appendix H) can be used if protected from ignition sources, such as:

• Friction
• Heat of compression
• Heat from mass impact
• Heat from particle impact
• Static electric discharge
• Electric arc and spark
• Resonance
• Internal flexing
• Exposure of fresh metal surfaces
• External heat sources
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c. Oxygen systems shall be kept clean because organic compound contamination,
such as hydrocarbon oil, can ignite easily and provide a kindling chain to ignite
surrounding materials.  Contamination can also consist of particles that could
ignite or cause ignition when impacting other parts of the system.

d. With LOX an additional hazard exists; operators and sensitive equipment must be
protected from extremely low temperatures.

e. Some of the most important features for safe oxygen systems include leak
prevention, adequate ventilation, elimination of or minimizing the severity of
ignition sources, proper material selection, good housekeeping, suitable design of
system components, system cleanliness, and proper system operation.  The
necessity of maintaining system cleanliness and using ignition- and combustion-
resistant materials cannot be overemphasized.

f. Safety systems including at least two barriers or safeguards shall be provided
under normal and emergency conditions so that at least two simultaneous
undesired events must occur before any possibility arises of personnel injury or
loss of life, or major equipment or property damage.  Flight items that do not
protect against two failures need to be noted and listed in the Failure Modes and
Effects Analysis Critical Items List (FMEA CIL).  Possible effects of tank
failures, leaks and spills, transportation accidents, system failures, pump failures,
power failures, fires and explosions, and personnel exposure shall be considered
when designing and installing safety systems.

g. The equipment, power, and other system services shall be verified for safe
performance in both the normal and maximum operating regimes.  Any failures
shall cause the systems to revert to conditions that will be the safest for personnel
and cause the least damage to the surrounding environment.

105 WARNING SYSTEMS AND CONTROLS

Warning systems shall be incorporated in oxygen systems to monitor storage, handling,
and use parameters such as pressure, temperature, and oxygen-enriched atmospheres.
The oxygen system’s control shall include warning systems with sensors to detect
malfunctions and incipient failures that may endanger personnel and cause environmental
damage.  They shall be designed with sufficient redundancy to prevent any single-point
failure from compromising the system’s integrity in any way.

106 SAFETY REVIEWS

As part of ensuring safe oxygen use, various safety reviews shall be conducted regularly.

106
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a. A hazards analysis shall be performed both at a component and system level
(Chapter 2) and at a facility level (Chapter 7) to identify conditions that may
cause injury, death, or major property damage.

b. Operating procedures, instrumentation, and controls shall be reviewed.

c. Emergency procedures shall be reviewed.

Note: Planning for personnel safety at or near the oxygen facility must
begin in the earliest stages of the design process, to reduce risk to life.

107 WAIVERS

This standard contains required safety provisions noted by “shall” or “must” that must be
followed to prevent loss of life, injury, or property damage.  Waivers to these safety
provisions will be handled and reviewed in accordance with local procedures that are
consistent with NHB 1700.1 (1993).
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CHAPTER 2:  PROPERTIES AND HAZARDS OF OXYGEN

200 HANDLING HAZARDS

a. Liquid Oxygen (LOX).

The principal hazards associated with handling LOX are as follows:

(1) Many accidents have occurred where LOX or liquid air, condensed from
LOX systems, has dripped onto incompatible surfaces, such as asphalt or
asphaltic-based tiles, and ignited.  Some materials when exposed to LOX
can be ignited by shock impact (carbonaceous materials, cellulose, fuels,
and oils).  Materials saturated with LOX, such as clothing, may become
extremely flammable and ignited easily by static discharges or other small
ignition energy sources.  A few materials, typically strong reducing agents
such as monomethylhydrazine, may spontaneously ignite on contact with
LOX (Bannister 1994).

(2) Oxygen cannot be kept as a liquid if its temperature rises above the critical
temperature (-118.57 °C (-181.43°F)).  At 1 atm of pressure LOX boils at
-182.9 °C (-297.3 °F).  Any LOX trapped within a closed system and
allowed to warm can build up to extreme pressures, causing the system to
rupture and possibly produce dangerous flying debris.

(3) The health hazards of LOX are associated with its very low temperatures,
which may cause frostbite when the liquid or uninsulated piping
containing LOX contacts the skin.

b. Gaseous Oxygen (GOX).

Most oxygen-related accidents are promoted by the presence of contaminants or
incompatible materials.  The principal hazards associated with handling GOX are
as follows:

(1) Most fires in oxygen systems occur when oxygen in the presence of a
system material or a contaminant ignites and burns, the resulting fire
involves other system components in a kindling change process.  In
general, materials ignite at a lower temperature in GOX than in air, burn at
a higher flame temperature, and burn more rapidly.  Reaction speed can
vary from a slow combustion to an explosion.  Oxygen will saturate
normal clothing and skin, rendering it extremely flammable.

200b
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(2) Oxygen toxicity must be considered for exposure concentrations greater
than 50 percent at 1 atm.  Pure oxygen can be breathed for limited periods
of time: up to 3 hours at 1 atm and 1 hour at 3 atm of pressure.  Adverse
effects from breathing pure oxygen at sea-level pressure can be felt in 4 to
24 hours (Lipsett, Shusterman, and Beard 1994; Potts 1991; Kindwall
1994).

(3) Gaseous oxygen is usually stored under high pressure.  Any pressure
vessel rupture can produce dangerous flying debris.  The pressure vessel
material may also be flammable and augment the severity of the effects of
a pressure vessel rupture.

201 IGNITION MECHANISMS

a. In oxygen or oxygen-enriched atmospheres, ignition of fuel-oxygen mixtures will
occur with lower energy inputs and at lower temperatures than in air.  For
example, the minimum spark energy required for the ignition of hydrogen in air is
0.019 mJ (4.54 x 10-6 cal) at 1 atm (Lewis and von Elbe 1961), but the minimum
spark energy for the ignition of hydrogen in 1 atm of oxygen is only 0.0012 mJ
(2.8662 x l0-7 cal) (Kuchta et al.  1971).  Some potential sources of thermal and
electrical ignition of fuel-oxygen mixtures are listed in Table 2-1.

b. Ignition Conditions.

The usual conditions for ignition follow a “3T” rule of thumb (Kuo 1986).  The
three T’s stand for:

(1) Temperature.  Must be high enough to cause melting, vaporization,
significant chemical reactions, and/or pyrolysis

(2) Time.  Must be long enough to allow the heat input to be absorbed by the
reactants so that a runaway thermochemical process can occur

(3) Turbulence.  Must be high enough to allow good mixing between the fuel
and the oxidizer and heat can be transferred from the reacted media to the
unreacted media

c. Materials Tests.

To date, no single test has been developed that can produce either absolute
ignition limits or consistent relative ratings for all materials.  Materials have been
evaluated both by testing for their ignition and burning characteristics and by
studying oxygen-related failures.  An assessment of the causes of accidents and
fires suggests that materials and components used in oxygen systems could be
vulnerable to ignition that may lead to catastrophic fires (CGA 1971).
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d. Ignition Factors.

Factors affecting the ignition of solid materials include material composition and
purity; size, shape, and condition of the sample; characteristics of oxide layers;
phase; testing apparatus; ignition source; gas pressure; and gas composition.
Ignition temperatures are provided in Hilado (1982) for several solid materials in
air and oxygen.  The ignition process depends on the geometry and operating
conditions; therefore, caution must be taken in interpreting the results of any
ignition experiment and in generalizing ignition data.  Generally, increasing the
pressure reduces the ignition temperature for most materials (Schmidt and Forney
1975; Bryan and Lowry 1986; Swindells, Nolan, and Wharton 1988; Reynolds
1959).

Care must be exercised in applying ignition temperature data, especially for
metals, to actual components.  Ignition temperatures are not inherent materials
properties but are dependant upon the items listed previously.  When applying
ignition temperature data, it must be ensured that the ignition temperature data
were obtained in a manner similar to the end-use application.  Failure to do this
can result in erroneous materials selection decisions.  For example, the ignition
temperatures of aluminum in oxygen vary from 680 °C (1255 °F), which is the
melting point of aluminum, to 1747 °C (3176 °F), which is the melting point of
A1203.  The ignition temperature obtained depends on whether or not the oxide is
protective during the ignition process.

e. Ignition Mechanisms and Sources.

Potential ignition mechanisms and ignition sources that should be considered
include:

(1) Particle Impact.  Heat is generated from the transfer of kinetic, thermal, or
chemical energy when small particles moving at high velocity, strike a
component.  This heat, which is adequate to ignite the particle, may be
caused by the exposure of unoxidized metal surfaces or the release of
mechanical strain energy.  The heat from the burning particle ignites the
component (Benz, Williams, and Armstrong 1986).   Example:  High
velocity particles from assembly-generated contaminants striking a valve
body just downstream of the control element of the valve can cause
particle impact ignition.

Aluminum and iron metal alloys have been ignited by impact of 1600 and
2000-µm-diameter aluminum particles traveling at velocities greater than
244 m/s (800 ft/s), while alloys with very high nickel and copper content
have not been ignited (Benz, Williams, and Armstrong 1986, and Figure
B-la).

201e
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Tests conducted with small quantities of iron powder and inert materials
impacting against carbon and stainless steels indicated that when the
particle mixture did not ignite, no ignition of the target materials was
observed.  Ignition of the particle mixture occurred at velocities greater
than 45 m/s (150 ft/s) and at pressures ranging from 20 to 24 MPa (2900
to 3500 psia).  The data suggest that specimen ignition is independent of
pressure between 2 and 30 MPa (300 and 4300 psia) (Williams, Benz, and
McIlroy 1988).

(2) Mechanical Impact.  Heat is generated from the transfer of kinetic energy
when an object having a relatively large mass or momentum strikes a
component.  The heat and mechanical interaction between the objects is
sufficient to cause ignition of the impacted component.  Example:  The
poppet of a solenoid-operated valve striking the seat can cause mechanical
impact ignition.

Aluminum, tin, lead, and titanium alloys have been ignited experimentally
in this way but iron, nickel, cobalt, and copper alloys have not.  It has been
determined for several aluminum alloys that the minimum energy to
induce sample fracture was less than or equal to the minimum energy
required to induce ignitions by mechanical impact.  Therefore, mechanical
failure will precede or attend mechanical impact ignitions of these alloys
(Reed, Simon, and Berger 1991).

Mechanical impact testing of contaminated surfaces in oxygen indicates
an increase in mechanical impact sensitivity (Sprenger 1975).

(3) Pneumatic Impact.  Heat is generated from the conversion of mechanical
work when a gas is compressed from a low to a high pressure.  Pneumatic
impact is an effective ignition mechanism with polymers but not with
metals.  Example:  High-pressure oxygen released into a dead-end tube or
pipe compresses the residual oxygen in the tube ahead and causes
pneumatic impact.

Results of testing Teflon-lined flex hoses are presented in Janoff et al.
(1989) and Barthelemy and Vagnard (1988).

(4) Promoted Ignition.  A source of heat input occurs (perhaps caused by a
kindling chain) that acts to start the nearby materials burning.  Example:
The ignition of contaminants (oil or debris) combusts, releasing heat that
ignites adjacent components, thus causing promoted ignition.  Or, a
polymer valve seat can ignite and combust, igniting the valve stem.

Several studies regarding promoted ignition and promoted combustion
have been completed within the past ten years (Stoltzfus et al.  1988;
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McIlroy, Zawierucha, and Drnevich 1988).  The pressure at which
sustained upward combustion of the 0.32-cm (0.125-in.)-diameter rods
occurs is defined as the threshold pressure.  Summary of the threshold
pressures for several metals and alloys is shown in Appendix B,
Table B-5.

(5) Galling and Friction.  Heat is generated by the rubbing of two parts
together.  The heat and interaction of the two parts, along with the
resulting destruction of protective oxide surfaces or coatings, cause the
parts to ignite.  Example:  The rub of a centrifugal compressor rotor
against its casing causes galling and friction.

Several studies regarding frictional ignition have been completed (Jenny
and Wyssmann 1983; Benz and Stoltzfus 1986).  The resistance to ignition
by friction is measured in terms of the Pv product, which is defined as the
product of the contact pressure and the surface velocity.  The relative
rankings of the materials are shown in Appendix B, Tables B-2 and B-3.

(6) Resonance.  Acoustic oscillations within resonant cavities cause a rapid
temperature rise.  This rise is more rapid and reaches higher values if
particles are present or gas velocities are high.  Example:  A gas flow into
a tee and out of a branch port can form a resonant chamber at the
remaining closed port.

During the review of the shuttle main engine’s oxygen flow system to
evaluate possible causes of ignition and burning of metals, it became
evident that cavities were present that could be subjected to resonance
heating.  Previously performed tests indicated that resonance heating could
cause ignition and burning (Phillips 1975).

Results of studies with several types of tee configurations indicated that
temperature increases caused by resonance heating would be sufficient to
ignite both aluminum and stainless steel tubes.  Tests with aluminum and
stainless steel particles added to the resonance cavity indicated that
ignition and combustion would occur at lower temperatures.  Some of the
tests with 400-series stainless steel resulted in ignition, but ignition
appeared to depend more on system pressures and system design.

(7) Electrical Arcing.  Electrical arcing can occur from motor brushes,
electrical power supplies, lighting, etc.  Electrical arcs can be very
effective ignition sources for any flammable material.  Example:  An
insulated electrical heater element can experience a short circuit and arc
through its sheath to the oxygen gas, causing an ignition.

201e
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202

202 HAZARDS ANALYSIS

Although oxygen is not intrinsically dangerous, its use involves a degree of risk that must
never be overlooked.  A hazards analysis should be performed on any equipment
intended for oxygen service.  The hazards analysis should include reviews of operating
procedures (emphasizing those that increase the probability of personnel exposure),
protective measures, and in-service inspection requirements.  The hazards analysis should
identify static and operational hazards and provide information for developing safer and
more reliable components and systems.

a. The hazards analysis should be conducted according to the following outline:

(1) Determine the most severe operating conditions.

(2) Evaluate flammability of materials at the use conditions (situational
flammability).

(3) Evaluate ignition sources.

(4) Perform configurational and component tests as required to determine and
demonstrate safety margins to ignition thresholds.

b. The hazards analysis shall consider the most severe operating conditions, and
their effects upon the system.  It shall include the effect of operational anomalies
and single-point failure modes, such as ignition, combustion, explosion, or the
effect of oxygen enrichment of a normally ambient environment.

(1) The following parameters define some of the operating conditions relevant
to the hazards of an oxygen system:

(a) Temperature

(b) Pressure

(c) Oxygen concentration

(d) Flow velocity

(e) Rubbing parameters (load, speed)

(f) Multiple duty cycles

(2) Components must be evaluated at the worst conditions they would
experience given a single-point failure in the system.
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(3) If it cannot be determined which condition is most severe or if the trends
in material ignition and flammability (as a function of the parameters
listed previously) are not understood, then the range of operating
conditions must be considered.

c. Figure 2-1 shows the logic for determining whether or not a material can be used
safely.  The flammability of the materials used in the oxygen system shall be
evaluated (see Materials Selection, Chapter 3).  If a material is not flammable,
then it may be used safely even if ignition sources exist.  If the material is
flammable, and if no ignition source exists, the material may still be used safely.
However, if an ignition source exists, configurational and component tests should
be performed to determine the safety margins to the ignition thresholds of the
material.  Appendices A and B give more information on ignition sources and test
methods.

Potential ignition sources shall be evaluated to ensure no special hazards exist.
Potential ignition sources should be eliminated through engineering design
wherever feasible.

203 OXYGEN PURITY

a. Oxygen is easily contaminated because many gases and liquids are soluble and/or
completely miscible in it.  If an odorless and colorless gas is dissolved in oxygen,
problems can occur.  Contamination of systems can occur when inert gases such
as argon and nitrogen displace oxygen, and asphyxiation can result when oxygen
levels in breathing air or oxygen are depleted significantly below normal ambient
levels.  Explosions have resulted from inadvertent mixing of flammable gases
with oxygen.

b. To prevent problems, oxygen used in National Aeronautics and Space
Administration (NASA) systems should conform to current revisions of MIL-O-
27210E (1984) for breathing and MIL-P-25508E (1975) for propellant.

c. The very low temperature of LOX aids in condensing foreign matter and freezing
out many impurities, resulting in the concentration of contaminants in the system.

203
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Table 2-1
Some Potential Ignition Sources of Fuel-Oxygen Mixtures

Adiabatic compression
Thermal ignition
Personnel smoking
Open flames
Shock waves from tank rupture
Fragments from bursting vessels
Heating of high-velocity jets
Welding
Explosive charges
Friction and galling
Resonance ignition (repeated shock waves in flow system)
Mechanical impact
Tensile rupture
Mechanical vibration
Exhaust from thermal combustion engine
Particle Impact
Electrical ignition
Electrical short circuits, sparks, and arcs
Metal fracture
Static electricity (two-phase flow)
Static electricity (solid particles)
Lightning
Generation of electrical charge by equipment operations
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Figure 2-1
Material Safety Logic
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CHAPTER 3:  MATERIALS SELECTION

300 GENERAL

a. While material selection cannot preclude system failures, proper material
selection coupled with good design practice (see Chapter 4) can reduce the
probability of system failures.  Materials evaluation and selection have been based
on both materials testing for ignition and combustion characteristics and studies
of LOX- and GOX-related failures.  No single test has been developed that can be
applied to all materials to determine either absolute ignition limits or consistent
relative ratings (Moffett et al. 1988 and 1989; Lockhart, Hampton, and Bryan
1989; Ikeda 1983).  Ignition and combustion tests are described in Chapter 2.

b. The use of nonmetals in oxygen systems should be limited and their quantity and
exposure to oxygen should be minimized because nonmetals are more susceptible
to ignition than metals (all nonmetals are flammable in ambient or greater oxygen
pressure).  In many instances, failures of metallic components are caused by a
polymer ignition, which provides sufficient energy for the metal to ignite.  Soft
goods are necessary in oxygen systems because of their functional properties;
however, the limitations involved in their use must always be considered.

c. A large experience base and material test database for material selection exists for
oxygen systems between 1 and 20.7 MPa (150 and 3000 psi); limited experience
exists above 20.7 MPa (3000 psi).  When selecting materials where little use
experience exists, application-specific materials tests and configuration tests
should be considered.

d. Information required to select materials and evaluate system safety includes
material compositions and configurations, environmental and operational
conditions (temperature, pressure, flow rate, or ignition mechanisms), and ignition
and combustion behavior of the materials in the given environmental conditions.
Ignition mechanisms to be considered in selecting materials are reviewed in
Chapter 2.

e. Materials in an oxygen environment below their autoignition temperature (AIT)
do not ignite without an ignition source.  The rate of energy input has to exceed
the rate of heat dissipation before ignition can occur.  Ignition temperature is
dependent on the property of the material, the configuration, the environment
(temperature, pressure, oxygen concentration, and fuel characteristics), and the
dynamic conditions for flow systems.

(1) Nonmetals, such as polymers, generally ignite at lower temperatures
and pressures than metals; nonmetals may burn at oxygen pressures
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lower than 7 kPa (1 psia).  The primary concern with nonmetals in oxygen
systems is that, if ignited, they may cause damage to the oxygen system or
user.  Some damage that might result includes propagation of the fire to
metallic components, loss of function arising from system leaks, and toxic
combustion products entering the oxygen system.

(2) In general, metals are not easily ignited; however, metal particles may
ignite easily.  When ignited, however, burning metals can cause more
damage than burning nonmetals because of their higher flame
temperatures and because they usually produce liquid combustion
products that spread fires readily.

f. Materials procured for use in oxygen systems require a material certification from
the manufacturer.  In addition, it is good practice to confirm the manufacturer-
supplied information.

g. Materials to be used in LOX systems should also have satisfactory physical
properties, such as strength and ductility, at operating temperatures.

h. For summaries of material test data, see ANSI/ASME B31.10 (1986); ASTM
G 63 (1985); Benz (1984); Benz and Stoltzfus (1986); Benz, Williams, and
Armstrong (1986); CGA (1971); Hust and Clark (1972); Key (1966 and 1972);
Kimzey (1970); Lapin (1973); NASA SE-0-0104 (1990); NFPA 53 (1994);
Schmidt and Forney (1975); Stoltzfus et al. (1988); and Werley (1988).  Other
data obtained from standard NASA materials tests are stored in the NASA
Marshall Space Flight Center (MSFC) Materials and Processes Test Information
System (MAPTIS), which may be accessed remotely using a modem; the data in
this system are published periodically as the latest revision of MSFC-HDBK-
527/JSC 09604 (see Appendix B).

i. When selecting a material for oxygen systems, its ability to undergo specific
cleaning procedures to remove contaminants, particulates, and combustible
materials (Chapter 5), without damage, should be considered (ASTM G 93 1985;
CGA G-4.1 1987; Gilbertson and Lowrie 1986; Lucas and Riehl 1960).

301 MATERIALS CONTROL

a. Agency-wide testing policy is given in NHB 8060.1C (1991).  This handbook is
updated periodically.  Materials that pass the required tests can be considered for
design.

b. According to ANSI/ASQC Zl .4 (latest revision), a batch is the same as a lot,
and is a collection of the material that has all been made under the same
conditions and at the same time, using the same starting materials.  Experience
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has shown that some materials have such variability in manufacturing that
different batches of the same material are not always satisfactory for use.  A batch
or lot may have a sample drawn from it and inspected to determine conformance
with acceptability criteria.  Batch lot testing was an agency-wide requirement (per
NHB 8060.lB 1981) but was changed in NHB 8060.1C (1991).  The need for
batch lot testing is now determined by the responsible NASA center materials
organization.  For example, White Sands Test Facility (WSTF) has a list of
materials that do not require batch lot testing if used below 20.7 MPa (3000 psia);
this list is based on history of successful use in specific applications.  Also, the
Kennedy Space Center (KSC) has LOX and GOX materials selection lists that
differentiate between materials requiring batch lot testing and those which do not.
Table B-26 lists materials that do not require batch lot testing under stated
conditions.

c. Section 2.2 of NHB 8060.1C (1991) describes how materials in LOX or GOX
environments must be evaluated.

(1) Flammability.  Materials must meet the criteria of Test 1, Upward Flame
Propagation, (for nonmetals, environments less than or equal to 345 kPa
(50 psia)) or Test 17 (NHB 8060.lC 1991).

(2) Impact Sensitivity.  Materials must meet the criteria of Test 13A,
Mechanical Impact for Materials in Ambient Pressure LOX, or Test 13B,
Mechanical Impact for Materials in Variable Pressure GOX and LOX
(NHB 8060.1C 1991), as applicable.

d. Section 2.3 of NHB 8060.1C (1991) lists the two additional criteria that materials
used in breathing gas oxygen systems must satisfy.

(1) Odor.  Nonmetals exposed to breathing oxygen or breathing air supplies in
flight systems must meet the criteria of Test 6, Odor Assessment.

(2) Offgassing.  Materials exposed to breathing oxygen or breathing air
supplies must meet the criteria of Test 7, Determination of Offgassed
Products.

e. Materials that do not meet the criteria of the required tests and are to remain
candidates for use must be verified acceptable in the use configuration by analysis
or testing and specifically approved by the responsible NASA center materials
organization.  Performing a hazard analysis (Chapter 2, Section 203), can provide
helpful information when determining if such materials can be safely used.

301e
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302 NONMETALLIC MATERIALS

The following section contains guidelines that should be considered when selecting
nonmetals for oxygen systems.  Appendix B contains a discussion of the test methods and
test data.

a. Material Types.

The nonmetals used in oxygen service are usually the polymers (including
elastomers), plastics, thermosets, composites, and lubricants.  Ceramics and
glasses are not often used in oxygen systems and are considered inert when used;
they are not discussed in this handbook.  Selection of nonmetals is based on the
results of tests and use experience.  Additional information relating to the
selection of nonmetals for oxygen service can be found in ASTM G 63 (1985).

(1) Common elastomers used in oxygen systems are fluorinated elastomers,
including Viton® and Fluorel® compounds.  Elastomers are typically used
for O-rings and diaphragms because of their flexibility; they have glass
transition temperatures (Tg) below room temperature and are generally
useful to 243 °C (406 °F) or more above the Tg.  Silicone rubbers are often
used in oxygen systems because of their extremely low Tg; however, they
have poor ignition resistance and have been successfully replaced with
Kalrez® in some applications and are generally not recommended.

(2) The most frequently used plastics are the semicrystalline types like
polytetrafluoroethylene (PTFE Teflon®), fluorinated ethylene propylene
(FEP Teflon®), polychlorotrifluoroethylene (PCTFE), Kel-F® 81, and
amorphous polymers like polyimides (Vespel® SP21).  Polytetrafluoro-
ethylene is commonly used in oxygen systems because of its resistance to
ignition by mechanical impact, high AIT, high oxygen index, and low heat
of combustion.  Unfortunately, PTFE has poor creep resistance; therefore,
it is often replaced by polymers that are less compatible with oxygen.

(3) Thermosets are less frequently used in oxygen and include epoxies and
crosslinked polyimides, such as Polybon®.

(4) Composites include the above polymer groups with nonpolymer
reinforcement.  Note, however, that in general incorporating a
reinforcement material into a polymer, such as glass-filled Teflon®, will
lower the ignition resistance of the material.
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(5) Lubricants and greases used in oxygen systems are mainly fluorinated
(greases are typically derived from perfluoroalkyl ether fluids thickened
with PTFE or FEP telomers) or halogenated chlorotrifluoroethylene
(CTFE) fluids thickened with SiO2 or higher molecular weight CTFE’s).

b. Flammability.

Polymers, although used extensively, are flammable in oxygen.  The ignitability
of polymers varies considerably (Bryan 1983), but the risks associated with the
flammability of polymers can be minimized through proper selection combined
with proper design.  When selecting polymers for high-pressure oxygen systems,
the susceptibility to ignition of the polymer and the possible ignition sources in
the system at the use pressures must be given equal consideration with the
structural requirements.

c. Ignition.

The most common cause of ignition of polymeric materials in high-pressure
oxygen systems is probably adiabatic compression heating of oxygen in the
system by rapid pressurization.  For this reason, it is important that oxygen
systems containing polymers always be pressurized slowly.  Mechanical impact is
rarely a credible ignition source in high-pressure oxygen systems, because the
level of mechanical impact to which polymeric materials are now exposed is
normally well below the energies required for reaction.  However, mechanical
valve actuation, which has been largely eliminated from current designs, can
cause impact loading of valve seats or other detail parts resulting in failure of the
parts or mechanically induced ignition of polymeric materials.

(1) Other mechanisms for ignition of nonmetallic materials should be
considered although test data may not exist.  Ignition of polymeric
materials by impact of metallic and nonmetallic particulate is probably
feasible, although no conclusive studies have been conducted.  Ignition of
polymeric materials by burning contaminants has not been studied
experimentally, but the use of incompatible oils and greases (especially
hydrocarbon greases) is one of the most common causes of oxygen-system
fires.  Improper component design or installation can result in extrusion of
polymeric materials with insufficient mechanical strength for the pressure
application.  The fresh, fine, extruded surfaces are far more ignition-
susceptible than the undamaged polymer.  Polymer extrusion has been
blamed for some fires, but no formal ignition studies have been
performed.
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d. Selection Criteria.

Criteria for selection of a preferred nonmetal for oxygen service are as follows:
(a) few reactions when tested by mechanical impact, (b) a high AIT, (c) a low
heat of combustion, (d) a high oxygen index, (e) a low flame temperature, (f) a
high threshold pressure, and (g) a low burn rate.

e. Physical Properties Role.

Although not fully understood, the thermal and physical properties of nonmetals
play an important role in ignition and combustion.  For example, a material’s
specific heat determines the amount of heat necessary to bring a polymer to its
AIT.  For polymers of comparable AIT’s, the more heat required to reach the
AIT, the less likely it is to ignite and combust.  Physical properties play an
important role in kindling chain ignition of metals from burning polymers
(Shelley 1991).

f. Post-Ignition Consideration.

Should ignition occur, several properties affect the ability of the material to
damage adjacent construction materials (Benning and Werley 1986):  The
material’s heat of combustion, mass, and flame propagation characteristics.
Filler, char formation, and shape stability of a polymer have been shown to affect
the burning polymer’s propensity to ignite surrounding materials (Shelley 1991).

g. Operations.

Operating conditions that affect a material’s suitability for oxygen service are
LOX or GOX temperature, oxygen pressure, concentration, flow and velocity.
These operating conditions are important because increased oxygen availability
leads to higher flame temperatures.  A higher flame temperature can lead to a
greater propensity to ignite surrounding metals.

h. Batch Lot Test Limitations.

When tested by standard mechanical or pneumatic impact tests, many
nonmetals show a range of reaction pressures when different batches or lots of
material from the same source are tested using identical methods.  The
variability sometimes results from material composition or processing
variations and sometimes from the poor statistical base of the tests.  If
variability results from changes in material composition or other material
performance shortfalls, it is necessary to establish a minimum performance
criterion and batch testing procedure.  However, when statistical variation
limits the sensitivity of an ignition or combustion test to batch variation, other
tests can be substituted such as heat of combustion, melting points, density, or
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measurements for evaluating the batch-to-batch consistency of a material.
Unfortunately, the current understanding of nonmetal ignition and flammability
science rarely allows a direct correlation between these physical, thermal, and
chemical property measurements and the important ignition and combustion
characteristics.

i. Effects of Diluents.

The effects of diluents and oxygen concentrations on the flammability of some
polymers have been investigated (Hirsch, Bunker, and Janoff 1991).  The data
indicate that the selection of polymers for both air and oxygen systems above 20.7
MPa (3000 psia) should be similar.

303 METALLIC MATERIALS

Metals are the most frequently used construction materials of oxygen systems.  Metals
are generally less susceptible to ignition than polymers.  They are often ignited by a
kindling chain reaction from a polymer or hydrocarbon contaminant.  Selection of the
proper metals in an oxygen system, coupled with good design practice can minimize the
hazards of ignition and combustion of the metal.  While selecting metals for oxygen
service situational or configurational flammability must be evaluated.

In some cases, the resistance to ignition for metals is caused by a protective oxide coating
on the metal surface, and the oxide coating should be considered when selecting the
metal.  For example, in nickel alloys whether nickel, chromium, silicon, iron, or A12O3 or
a combination of these metal oxides forms depends very much on the composition of the
alloy being oxidized and also the environment to which the metal is subjected (Lowrie
1983).  Nickel oxide (NiO) and iron oxide (FeO) are not protective coatings in metals
mainly because they are not stoichiometric line compounds and, hence, diffusion through
vacancies and interstitials is high.  However, chromium oxide (Cr2O3), silicon oxide
(SiO2), and A12O3 do not have this problem because they are stoichiometric line
compounds.  The Pilling and Bedworth ratio indicates that Ni, Cr, Al, and Fe should form
a protective oxide layer (ASTM G 94 1990); however, this ratio does not provide insight
into the tenacity of the film or whether the oxide film does grow conformably.  Although
Cr2O3 can form a passivating oxide film, it cannot be used for temperatures above 800 °C
(1470 °F) because it volatilizes.  SiO2 is not a good oxide film to have in situations where
thermal cycling of the material is needed, because of its limited thermal shock resistance.
A12O3 is a good oxide of choice, but it can only form easily at high temperatures above
1000 °C (1830 °F).  However, like most oxides, it has very little ductility, it cannot
withstand thermal cycling and thermal shock, and it tends to spall off.  Adding reactive
elements in very small amounts to alumina-forming alloys has successfully avoided
spalling up to high temperatures.

303
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The following paragraphs discuss the advantages and disadvantages of common
candidate metals for oxygen systems.

a. Nickel and Nickel Alloys.

Nickel and nickel alloys are very resistant to ignition and combustion.  Nickel
alloys usually have high strengths with significant low-temperature toughness.

(1) Nickel-Iron Alloys (such as Inconel® alloys).  The ignition resistance of
Inconel® alloys varies with the specific alloy.  Inconel® 718 has been used
extensively in high-pressure oxygen systems in recent years, because it is
a good structural material and has been considered significantly less
ignitable than stainless steels.  Some Inconel® alloys have been used
successfully at pressures as high as 69 MPa (10000 psia).  However,
recent studies1 indicate that Inconel® 718 is only marginally less ignitable
than stainless steels.  Inconel® alloys appear to resist ignition by particle
impact better than most stainless steels, but are similar to stainless steel
440C.  Some Inconel® alloys have exceptional resistance to ignition by
frictional heating, but others (including Inconel® 718) ignite at Pv
products2 similar to those of stainless steels.  Inconel® MA754, a
mechanically alloyed material, has exceptional resistance to ignition by
frictional heating and does not support self-sustained combustion (0.32-cm
(0.125-in)-diameter rod burning upward) at pressures as high as 69 MPa
(10000 psia).

(2) Nickel-Copper Alloys (such as Monel® alloys).

(a) Monel® alloys, nickel-copper alloys, are the least ignitable
alloys commonly used as structural materials.  Monel® 400 and
K-500 have not ignited in particle impact tests (although some
surface melting and burning may be observed) and do not burn
upwards in upward flammability tests even at oxygen pressures
as high as 69 MPa (10000 psia).  Monel® alloys ignite in
frictional heating tests at higher loads than stainless steels, but
the fire does not propagate.  (Monel® alloys have unusually high
values for the friction coefficient µ).  Ignitions have occurred
even in test systems fabricated of Monel® and precautions
should also be taken to minimize ignition sources when
designing Monel® systems.  However, fewer precautions are
required when ignition-resistant materials are present than when

                                                          
1 Unpublished results of tests conducted at White Sands Test Facility.  See Table B-2, Appendix B.
2 The Pv product is a measure of resistance to ignition by friction.  P is the contact pressure and v is the surface velocity.
  Additional detail is provided in Appendix B of this Handbook.
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more ignitable materials are present and configurational testing is
rarely essential.  Monel® alloys have been used at pressures above
69 MPa (10000 psia) without problems.

Note:  Monel® and Monel® alloys are flammable in finely
divided configurations, such as wire mesh and sintered
powder.

(b) Monel® alloys are rarely materials of choice for flight systems
because of the perception that components constructed of them
weigh more than those of other alloys.  However, these alloys can
often be obtained in the necessary range of hardnesses and specific
strengths.  Monel® K-500 can be used for valve stems and Monel®

400-series for valve bodies.  Springs can be wound from Monel®

wire.  Monel® alloys are recommended for ground-based, manually
operated systems when the cost of demonstrating safe operation
with other materials is high.  In aerospace systems, when weight is
a constraint, the use of Monel® sections or Monel® linings in key
areas can provide extra protection from ignition and fire
propagation without increasing weight.   In fact, because of the
greater strength-to-weight ratio of Monel® compared to Al,
Monel® components can sometimes be made smaller and lighter.

(3) Other Nickel-base Alloys (such as Hastelloy®).  Some Hastelloy® such as
C-22 and C-276 are much more ignition resistant than stainless steels and
Inconel® 718.

b. Stainless Steels.

Stainless steels are far more ignition- and burn-resistant than titanium and
aluminum alloys and are used extensively in high-pressure oxygen systems.  The
ignition and burn resistance is about the same for most stainless steels; occasional
exceptions exist, such as stainless steel 440C, which ignites and propagates flame
less easily than other steels.  Few problems are experienced with the use of
stainless steel storage tanks or lines, but ignitions have occurred in stainless steel
components such as valves in high pressure and high flow rates.  Although
stainless steel particulate can ignite materials, it is far less hazardous than
aluminum particulate.  Stainless steels have high heats of combustion and are
ignited quite easily by frictional heating, particle impact, and promoters.

c. Copper and Copper Alloys.

(1) Copper is suitable for use in oxygen systems at all pressures.  It is
particularly useful for resisting ignition by particle impact and therefore
can be used as impingement plates (see Chapter 4).

303c
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Note:  Copper and some copper alloys are flammable in finely divided
configurations, such as wire mesh).

(2) Copper is resistant to ignition and combustion, but it also has a low
ductility oxide, which is not tenacious and sloughs off.  This can cause
contamination in oxygen systems (Baum, Goobich, and Trainer 1962).

(3) Aluminum-bronze, although containing a high amount of copper, is not
recommended for use in oxygen systems because of its flammability and
ignitability (Stoltzfus et al.  1988).

(4) Recent testing has shown that sintered bronze is less flammable than
sintered Monel® 400 and stainless steel for filter element material
(Schadler and Stoltzfus 1993).

d. Aluminum and Aluminum Alloys.

(1) Aluminum alloys are attractive candidate materials for pressure vessels
because of their high strength-to-weight ratios.  Aluminum is not ignited
as easily as titanium and has been used extensively in aerospace oxygen
systems where weight is of paramount importance (Benz and Stoltzfus
1986; Barthelemy, Dlode, and Vagnard 1989).  It is especially useful for
oxygen storage tanks and similar areas where no credible ignition hazard
exists.  The use of aluminum alloys in lines, valves, and other components
should be avoided whenever possible because they easily ignite in high-
pressure oxygen, burn rapidly, and have very high heats of combustion.
Aluminum is ignited exceptionally easily by friction because the wear
destroys its protective oxide layer; it should not be used in systems where
frictional heating is possible.

(2) Aluminum is very easily ignited by particle impact, and aluminum
particulate is a far more effective ignition source than many other metal
particulate tested to date (titanium particulate has not been tested).  High-
pressure oxygen systems fabricated from aluminum must be designed with
extreme care to eliminate particulate; filters should be fabricated of
materials less ignitable than aluminum; nickel, silver, bronze, or Monel®

alloys are recommended, although Monel® wire meshes are known to be
flammable in high-pressure oxygen (Stoltzfus, Lowrie, and Gunaji 1991).
Aluminum alloys are more suitable for static components with low oxygen
flow rates, such as oxygen storage tanks, than for components with
internal movement and variable flow such as valves and regulators.
Systems that use large areas of aluminum alloys in oxygen storage tanks
should be designed to ensure that aluminum particulate cannot cause
ignition of other metallic materials downstream from the aluminum.
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(3) A thin, protective, oxide surface film provides resistance to aluminum
reactions in oxygen.  Aluminum’s tough, tenacious oxide, which has a
melting point of 2342 °C (3708 °F), protects the base metal from ignition
to a degree under static conditions even above the melting point of
aluminum (1406.5 °C (1219.4 °F)).  High temperatures (>477 °C
(1070 °F)), abrasions, or stress may cause a loss of film integrity,
increasing the tendency of the metal to burn.

(4) In mechanical impact tests conducted at NASA WSTF, aluminum 6061-
T6 did not ignite.  Tests were conducted with specimens of several
diameters and thickness in LOX and GOX at pressure of 69 MPa (10000
psia).  Sample contamination demonstrated the sensitivity of metals to
ignite because of mechanical impact.  Aluminum 6061-T6’s susceptibility
to ignition by mechanical impact increased when it was contaminated with
cutting oil, motor lubricating oil, or toolmaker’s dye (Sprenger 1975).

(5) Promoted combustion tests on aluminum-lithium alloys have indicated
that they are less flammable than aluminum.  The threshold pressure for
aluminum-lithium alloys is approximately 1.7 MPa (250 psia) while the
threshold pressure for pure aluminum is approximately 0.17 MPa (25 psia)
(Tack et al. 1991).

(6) Particle impact tests on anodized aluminum targets have indicated that
anodizing the surface increases the resistance to ignition by particle impact
(Bahk et al. 1992).

e. Iron Alloys.

(1) Iron alloys are not good candidates for oxygen systems because they
easily ignite and offer little weight savings; however, iron alloys are used
extensively in cylinders.  Iron alloys, like many other alloys, can be used
only if the credible sources of ignition are identified and removed.

(2) Alloy steels (Fe-Ni) suitable for use in oxygen systems include 5-percent
nickel, 9-percent nickel, and 36-percent nickel (Invar).  The threshold
pressure for Invar 36 is similar to most stainless steels.  In frictional
heating tests a similar behavior is noted, where the Pv product for ignition
is comparable to that of stainless steels.  (Refer to Appendix B.)

f. Restricted Alloys.

The use of certain metals in oxygen systems must be restricted (NASA JSC SE-R-
0006C latest revision).  These include the following:

303f
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(1) Titanium.  Of the various titanium alloys tested ( ββαα ,, − alloys) and
reported all showed very high sensitivity to mechanical impact in oxygen
(Key and Riehl 1964).  Titanium must not be used with LOX at any
pressure or with GOX at oxygen pressures above 207 kPa (30 psia).  Tests
have indicated that titanium, α -titanium, and 2α -titanium alloys can be
ignited and sustain combustion at oxygen pressures as low as 7 kPa (1
psia).  Frictional heating test conducted on titanium and titanium alloys
indicated that the Pv product for ignition is extremely low (see Table B-2,
Appendix B).  Recent tests at WSTF indicate that titanium and its alloys
can also be ignited in air in frictional heating tests.

Titanium alloys must be avoided in storage or test facility systems since
titanium is impact-sensitive in oxygen.  A reaction of titanium and LOX or
GOX may propagate and completely consume the metal (Kimzey 1970;
Laurendeau 1968; Pelouch 1974; McKinley 1971).

(2) Cadmium.  Cadmium’s toxicity and vapor pressure restrict its use.
Systems containing breathing oxygen must not include cadmium if
temperatures will exceed 49 °C (120 °F) at any time.

(3) Beryllium.  Beryllium must not be used in oxygen systems or near oxygen
systems where it could be consumed in a fire, because beryllium metal, its
oxides, and its salts are highly toxic.  Design of beryllium parts must
include consideration of its low impact resistance and its low notch
sensitivity, particularly at low temperatures.

(4) Magnesium.  Magnesium alloys must not be used except in areas where
minimal exposure to corrosive environments can be expected.  Reactivity
with halogenated compounds constrains its use with lubricants containing
chlorine and fluorine.  In promoted combustion tests in 100 percent
oxygen, magnesium and its alloy AZ-91 have shown the ability to sustain
combustion even at pressures as low as 7 kPa (1 psia).

(5) Mercury.  Mercury must not be used in oxygen systems in any form,
including amalgamations.  Mercury and its compounds can cause
accelerated stress cracking of aluminum and titanium alloys.  Toxicity
further limits its use.

g. Other Metals and Alloys.

Many other metals and alloys exist that have mechanical properties suited to
applications in high-pressure oxygen systems.  New alloys are continually
being developed, and some are being designed that resist ignition and do not
support self-sustained combustion in high-pressure oxygen systems.  The
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ignitability of other metals and alloys in high-pressure oxygen and their ability to
propagate fire after ignition must be compared to the flammability properties of
the common structural materials described above before determining how suitable
they are for use in high-pressure oxygen systems.  Before a new alloy is used in
an oxygen system, its use and application must be reviewed and approved by the
cognizant center’s organization responsible for control of Materials & Processes
(M&P).

303g
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CHAPTER 4:  DESIGN PRINCIPLES

400 DESIGN APPROACH

The generally accepted steps in the design process, including design and quality and
acceptance testing are given below.  Specific design details are given in Sections 401
through 403 with examples given in Appendix C.

a. Risk Training.

Before embarking on a new design task, it is important that designers, customers,
and operators understand the risks associated with oxygen systems.  Experience
with inert fluids such as nitrogen does not qualify one to safely design and operate
oxygen systems.  This chapter addresses concerns specific to oxygen systems.

b. Design Specifications.

Each new design project must begin with specifications for the requested item.  It
is important to ensure that these specifications do not create an unnecessary risk
for personnel or equipment.  Also, many materials are combustible in oxygen-
enriched environments, and reactivity is generally increased with increasing
temperature and pressure; therefore, materials selection criteria are critical to
achieving a successful final product.  However, do not over-specify.  Requesting
higher temperature and pressure ratings than are necessary requires more
expensive materials and heavier and bulkier parts and increases risks associated
with testing and final use.

c. Design Reviews.

In addition to the standard practice of reviewing functional operation, component
ignition and combustion in oxygen-enriched environments must also be assessed.
The overall design process must reduce the hazards associated with component
ignition and combustion.  Before constructing oxygen facilities, equipment, and
systems; the design safety shall be approved by the designated installation safety
authority or other approval points.  The design review process shall be conducted
in accordance with NHB 1700.1 (1993).

Reviews of the final drawings, designs, structures, and flow and containment
systems shall include a safety assessment to identify potential system hazards and
compliance with local, state, and federal agency regulations.  The safety
assessment should also include the safety history of the system hardware.  Such
histories can identify equipment failures that may create hazardous conditions
when the equipment is integrated.

400c
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The safety assessment process should be integrated into the overall facility design
review process.  Each design review phase should evaluate the safety aspects of
the project according to its level of completion.

All the procedures described in the following section refer to the design of both
components and systems for oxygen use.  The design reviews ultimately need to
address all design aspects down to the individual part level, because all parts pose
potential hazards in oxygen service.

The following reviews should be conducted:

(1) Preliminary Design Review (PDR), including materials and specifications
reviews.

(2) Integrated Failure Modes and Effects Analysis and Hazard Analysis.

(a) Failure Modes and Effects Analysis (FMEA).  An FMEA reviews
each hardware item and analyzes it for each possible single-point
failure mode and single-barrier failure and their worst-case effects
on the entire system.  An FMEA will also include the results of the
oxygen hazards analysis.

The interdependencies of all components must be addressed, and
any single-point failures and the result of single-barrier failures
must be noted in a summary list of action items to be corrected.
Single-barrier failures are often overlooked, but the potential for
component-part failures, such as diaphragm failures, can cause
hazardous oxygen-enriched environments, and can cause a
substantially increased risk of ignition near electrical components,
for example.

Attempting to correct single-point failures simply through
procedural actions is not a reliable method.  Also, the FMEA shall
consider the effects of failures in both static and dynamic operating
conditions.  When performed early in the design phase, this
analysis greatly assists the designer in ensuring reliable systems.
The FMEA should be performed before fabrication of the
component or system (National Space Transportation System
(NSTS) (NSTS 22206 1988)).

(b) Systems and Subsystems Hazards Analysis.  The hazards analysis
shall identify any conditions that could possibly cause death,
injury, or damage to the facility and surrounding property (ASTM
G 88 1985).  It should also
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1 Include the effects of component and assembly single-point
failures

2 Review all ignition modes for all components and
assemblies (see Chapter 2, Section 203)

3 Include hazards associated with contamination

4 Review secondary hazards, such as seal leakage to
electrical equipment

5 Consider the effects of maintenance procedures on safety
and performance

6 Review toxicity concerns, especially for breathing oxygen

(3) Critical Design Review (CDR).  The final design review shall be held after
all preliminary analyses have been completed and the action items from
these analyses have been resolved.  In this review, the final fabrication
drawings and the supporting calculations shall be reviewed and all final
action items resolved before authorizing fabrication and use.

(4) System Safety Analysis/Safety Review (SSA/SR).  All safety aspects,
including oxygen hazards, shall be reviewed to ensure the integrated
design solution does not present unacceptable risks to personnel and
property NASA Management Instruction (NMI) 1710.3C 1991; NHB
1700.1 1993).

(5) Other Reviews.  In addition to the PDR, FMEA, CDR, and SSA, other
reviews may be conducted such as:

(a) Test Readiness Review (TRR).  Operational procedures, along
with instrumentation and control systems, shall be evaluated for
their capacity to provide the required safety.  Equipment
performance should be verified by analysis or certification testing
(NMI 1710.3C 1991).  It may be necessary to develop special
procedures to counter hazardous conditions.

(b) Emergency Procedures Review (EPR).  The safety of personnel at
or near oxygen systems should be carefully reviewed and
emergency procedures developed in the earliest planning and
design stages.  Advance planning for a variety of emergencies such
as fires and explosions should be undertaken so that the first
priority is to reduce any risk to life.

400c
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(c) Operational Readiness Inspection (ORI).  An ORI may be required
for any major facility change.  Oxygen hazards should be
specifically reviewed for compliance with, for example, NHB
1700.1 (1993).

d. Component and System Testing.

The intent of component and system testing is to ensure the integrity of equipment
for its intended use.  A wide variety of tests may be required, depending upon the
critical nature of the equipment and whether or not it is flight-rated hardware.
Compliance with NMI 1710.3C (1991) is required.

(1) Prototype Development Testing.  Initial testing is often best performed
with inert fluids; however, acceptance tests of the final hardware
configuration should be conducted with clean oxygen and parts cleaned
for oxygen service.  Testing with oxygen must begin only after an oxygen
hazards analysis has been performed on the specific test hardware.

(a) Engineering Development Testing.  This testing is intended to
verify safe and reliable operation over a realistic range of operating
conditions.  It includes pressure integrity tests, assembly leak tests,
and configurational tests.

(b) Worst-Case Operating Condition Testing.  Testing at worst-case
conditions shall be considered to evaluate limited design margins,
single-point failures, and any uncertainties in the design criteria.

Life-cycle and flow tests are important in this phase of testing.
Life-cycle tests should be performed to determine the safety and
longevity of system components.  The components should be
tested in each operational mode with the number of cycles based
on the anticipated end-use (Stoltzfus and Stradling 1980; Stoltzfus,
Anderson, and Stradling 1981).  Experience indicates that 60
cycles for each of two configurations or 30 cycles for each of four
configurations will verify the functionality of components
designed for oxygen service (Bamford 1992).  These do not
constitute qualification, life-cycle, or pressure qualification (proof)
tests.

(2) Qualification Testing (as required).  Test requirements will vary for each
component or assembly to be tested.  The equipment supplier, test facility
personnel, and end-user need to develop a joint test program to verify
function and oxygen compatibility.
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(3) Acceptance Tests (as required).  Test requirements will vary for each
component or assembly to be tested.  The equipment supplier, test facility,
and the end-user need to develop a joint test program to verify function
and oxygen compatibility.

401 DESIGN FOR HIGH-PRESSURE AND HIGH-TEMPERATURE OXYGEN SYSTEMS

Design features, such as the physical design of components and the component location
within a system, must be effectively coupled with proper materials selection to achieve
safe operations.  Evaluation of such design features should begin with the preliminary
design reviews.  Appendix C gives specific examples of design problems and ways to
avoid them.

a. Materials Guidelines.

Designers of equipment for oxygen use shall thoroughly understand the reactivity
of selected materials in oxygen-enriched environments.  Usually, the designer
should avoid flammable materials, but many materials that are flammable at
operating conditions can safely be used by carefully avoiding ignition sources.
Criteria for evaluating and selecting materials for use in oxygen are given in
Chapter 3 and Appendix B.

(1) Materials.

(a) Ensure, through testing if necessary, that the materials selected
have the proper materials properties; such as strength, ductility,
and hardness; to operate safely under all conditions.  Combinations
of these properties should be considered.  For example, strength
tends to decrease with increasing temperature, while ductility tends
to decrease with decreasing temperature.

(b) Additionally, materials should be evaluated for ignitability and
flammability over their intended operating range.  Use materials
below ignition thresholds for the applicable ignition mechanisms.
Most materials in contact with oxygen are combustible under
certain conditions.  For example, flammability tends to increase
with increasing temperature and pressure.

(2) Ignition Mechanisms (refer to Appendix C).  When selecting materials,
consider ignition mechanisms that could be present in the system.  Test
data relating to material behavior with respect to these ignition
mechanisms should be obtained or generated as a standard practice at
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the onset of the design process (Appendix D).  Consideration of ignition
mechanisms should include (but not be limited to) mechanical impact,
pneumatic impact, particle impact, promoted combustion, frictional
heating, electrical arcing, and single-barrier failures.

(3) Additional Materials Guidelines.

(a) Consider the effects of specific material processing, coatings, and
other surface preparations.  Designers should understand the
effects of specific material processing, coatings, and other surface
preparations.  The designer should first attempt to meet all
functional requirements without coatings, platings, or hard-facings.
In most applications, surface preparations can be avoided.  Special
cases may arise, however, in which a surface preparation cannot be
avoided.  One example is a valve that must be fabricated entirely
of a single metal alloy because of metal-to-fluid compatibility
considerations; to avoid galling in this case, an oxygen-compatible
solid lubricant may be necessary.  When a surface preparation
cannot be avoided, the effect of cleaning procedures on the coating
and substrate must be considered.  The designer should consider
the mechanical and physical properties at all usage conditions.
Generally, materials will become stronger and more brittle at
reduced temperatures.

(b) Take advantage of specific strength, which often allows the use of
the most oxygen-compatible materials to improve performance and
decrease materials ignition hazards.  Specific strength is the ratio
of the material strength to density, and this is the critical parameter
for determining the weight of flight-weight hardware.  Using this
ratio, it may be that metals with high strength, such as Monel® K-
500, can be used as a replacement for lightweight metals, such as
aluminum.

(c) Use fluorinated lubricants approved for oxygen usage.

(d) Design for thermal expansion and contraction.  Leaks are
commonly caused by the disparity of thermal expansion
coefficients between polymers and metals.  Upon cooling, the
shrinkage of polymers will exceed that of metals, and seals will
lose the compression required for sealing.
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b. General Design Guidelines.

Alone, the use of ignition- and burn-resistant materials for components in oxygen
systems will not eliminate oxygen fires.  Designs shall consider system dynamics,
component interactions, and operational constraints, in addition to component
design requirements, to prevent conditions leading to oxygen fires.  Refer to
ASTM G 88 (1985) for additional system design guidelines and to Chapter 3 of
this document, ASTM G 63 (1985), and ASTM G 94 (1990) for materials use
guidelines.

Although it is not always possible to use materials that do not ignite under any
operating condition, it is normally understood that the most ignition-resistant
materials should be used in any design.  The designer should also avoid ignition
modes wherever possible, but what may not be clear is that the designer must also
consider the relative importance of the various ignition modes when designing
new or modified hardware.  This means that certain ignition modes are more
likely than others to result in failures, either because of the amount of soft goods
present or the likelihood of a particular event leading to component heating and
subsequent ignition.  To reduce the risk of ignitions, any ignition failure mode
that involves soft goods, contamination, or rapid pressurization must be carefully
scrutinized.  The following design guides are presented roughly in the order of
priority described above.

(1) Design, fabricate, and install per applicable codes (refer to Section 403).

(2) Use filters to isolate system particulate; however, they should be placed in
locations where they can be removed and inspected and where no
possibility of back flow exists.  A helpful practice is to check the pressure
differential across the filter to aid in tracking the filter status.  Use filters at
the following locations:

(a) Module inlets and outlets

(b) Disconnect points

(c) Points required to isolate difficult-to-clean passageways

(d) Upstream of valve seats

(3) Design component and system combination to avoid chatter.

(4) Ensure proper materials certifications.

(5) Design for fire containment using methods such as fire break, fire blow
out, or remote operation.  Use fire-resistant materials.

401b
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(6) Design to allow a blowdown of the system with filtered, dry, inert gas at
maximum attainable flow rates and pressures after system fabrication.
This serves to purge or isolate assembly-generated particulate.

(7) Design to minimize choked flow.  Consider shut-off valves, metering
valves, relief valves, and regulators to reduce particle impact ignition
risks.

(8) Avoid captured vent systems.  A relief valve or burst disc that is not open
directly to the atmosphere, but rather has a tube or pipe connected to the
outlet, is said to have a captured vent.  If a captured vent is necessary, use
highly ignition-resistant materials such as Monel® and copper (see
403d(2)(f)).

(9) Bulk oxygen installations are not hazardous (classified) locations as
defined and covered in Article 500 of NFPA 70 (1993).  Therefore,
general purpose or weatherproof types of electrical wiring and equipment
are acceptable depending upon whether the installation is indoors or
outdoors.  Such equipment shall be installed in accordance with the
applicable provisions of NFPA 70 (1993).

(10) Electrical wiring in high concentrations of GOX should be encased in
hermetically sealed conduits or conduit inerted with helium or nitrogen
gas.  The instruments, switches, flow sensors, and electrical devices
should be designed in modular structure and hermetically sealed, and
inerting with nitrogen or helium is recommended.

(11) Materials for electrical and electronic equipment should be selected to
meet the intent of specifications found in NFPA 70 (1993).  Electrical
terminals should not turn or loosen when subjected to service conditions;
terminal points should be protected from shorting out by eliminating
foreign objects and contaminants.

c. Specific System Design Guidelines.

Oxygen system designers should:

(1) Minimize the amount of soft goods and their exposure to flow.  Soft goods
exposed to flow can be readily heated through rapid compression (Shelley,
Christianson, and Stoltzfus 1993), or readily ignited through kindling
chain reactions.  Minimizing soft goods exposure by shielding with
surrounding metals can significantly reduce ignition hazards.

(2) Limit GOX pressurization rates.  Soft goods (such as seals, coatings, and
lubricants) are susceptible to ignition from heating caused by rapid
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pressurization.  For example, Teflon®-lined flexible hoses are sensitive to
this ignition mode, and their use with rapid pressurization applications is
discouraged (Janoff et al. 1989).  Pressurization rates of valve and
regulator actuators shall be minimized.  And in some applications, flow-
metering devices are prudent for manually actuated valves, especially for
quarter-turn ball valves.

(3) Limit GOX flow velocities.  Limiting flow velocities minimizes erosion
problems and reduces the risk of particle impact ignitions.  Although each
material and configuration combination must be reviewed individually,
fluid velocities above 30.5 m/s (100 ft/s) should receive special attention,
especially at flow restrictions (Williams, Benz, and McIlroy 1988; Benz,
Williams, and Armstrong 1986; CGA G-4.4 1984).

(4) Minimize mechanical impact.  Mechanical impact ignitions can ignite
large parts, and the impacts can also ignite contamination and soft goods
entrapped by the impact.  Relief valves, shutoff valves, regulators, and
subminiature parts should be reviewed for this hazard especially.

(5) Minimize frictional heating in oxygen.  Frictional heating, such as heating
that occurs with bearings and pistons, can cause ignitions (Dees and
Peterson 1992).  Any contamination near the heated region can also be
ignited.  Frictional heating hazards can be reduced by carefully controlling
surface finishes, coefficients of friction, alignment, and flow-induced
cooling.  Frictional heating has also been found to ignite materials in
cryogenic applications.

(6) Minimize blunt flow impingement surfaces.  The risk of particle impact
ignitions can be reduced if potential impact surfaces are designed with
shallow impact angles to reduce the kinetic energy absorbed by the impact
surface upon impact (Christianson and Plante 1989).

(7) Eliminate burrs and avoid sharp edges.  Burrs and sharp edges on
equipment provide ignition sources for particle impact, and they also
provide the ingredients for kindling chain combustion propagation
(Christianson and Plante 1989).  Removal of this material is standard shop
practice and is essential to avoid oxygen-enriched ignitions.

(8) Design to minimize use-generated particulate during manufacture,
assembly, and operation, as this particulate could be a source of particle
impact ignition.  Designs should have provisions to minimize
particulate generation through the normal operation of valve stems,
pistons, and other moving parts.  This can be accomplished by using
bearings, bushings, and configurations to keep particulate away from
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oxygen-wetted regions.  Additionally, the assembly, cleaning, and
maintenance practices should minimize contamination.

(9) Avoid rotating valve stems and sealing configurations that require rotation
on assembly.  Rotating valve stems and seals can gall and generate
particulate.

(10) Minimize electrical arcing.  Electrical arcs in oxygen-enriched
environments can lead to heating and subsequent ignition.

(11) Eliminate blind passages.  Long, narrow passages or blind passages are
difficult to clean and to inspect for cleanliness.  Additionally, they can
provide a location for particulate to accumulate during operation of the
equipment.  This contamination can make the equipment susceptible to
particle impact, rapid compression, and resonant cavity ignitions.

(12) Avoid crevices for particulate entrapment and resonant cavities (Phillips
1975).  Cavities, especially those formed at the intersection of mating
parts in assemblies, create a location where contamination can accumulate
and increase ignition risks, as in blind passages.

(13) Design dynamic seals to minimize particulate generation.  Minimize
coefficients of friction and surface finishes, and choose seal configurations
to minimize particle generation that can cause particle impact ignitions.

(14) Limit fluid-induced vibrations (over all operating ranges).  Vibrations can
cause fretting, galling, impacting, and particle generation in components
and systems.  Check valve chatter and valve poppet oscillations are
examples of this phenomenon.  Particulate accumulations will increase the
risk of particle impact ignitions.

(15) Consider the effects of single-point seal failures.  Seals will degrade with
time and use.  Eventually, they may be expected to fail to seal the
contained fluid.  When this happens, the effects of an oxygen-enriched
external environment, high velocity leakage, and loss of mechanical
integrity must be addressed.

(16) Eliminate rotation of seals and rotation against seats.  Sealed parts that
require rotation at assembly (such as O-rings on threaded shafts) can
generate particles which may migrate into the flow stream.  Particulate
generation also occurs in ball valves where operation of the valve rotates a
ball on a nonmetallic seat.

A related phenomenon that may be described as “feathering” occurs
when valve stems are rotated against some nonmetallic seats such as
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Kel-F®.  Because of the mechanical properties of some nonmetallic
materials, a thin, feather-like projection of material is extruded from the
seat.  The feathered material is more ignitable than the seat itself.

Kel-F® and other nonmetallic materials subject to feathering should only
be used with caution for seals and seats in rotating configurations.  Ball
valves are not recommended for oxygen systems because of their tendency
to generate particulate and their fast opening times, which create rapid
pressurization of systems.

(17) Avoid thin walls.  The walls between inner cavities or passageways and
the outer surface of component housings may become so thin that stress
concentrations result when pressure is introduced.  Because geometries
both inside and outside can be complex, it may not be obvious from
drawings or even from direct inspection that such thin, highly stressed
areas exist.  If such walls become too thin, they may rupture under
pressure loading.  The energy released by the rupture can raise the
temperature in the rupture zone.  The failed section can expose bare,
jagged metal that can oxidize rapidly and may heat enough to ignite and
burn.

(18) Be cautious of single-barrier failures.  A single-barrier failure is defined as
a leak in which only the primary containment structure is breached.  Such
a leak introduces oxygen into a region not normally exposed to oxygen.
The materials or configuration of parts in this region may not be
compatible with high-pressure oxygen.

Any situation in which a single barrier may fail should be analyzed during
the design phase.  The single-barrier failure analysis may consist of an
engineering evaluation of the configuration, including an analysis of the
compatibility of materials exposed by the failure with the high-pressure
oxygen.  The purpose of the analysis should be to determine if a barrier
failure is credible and if exposure of incompatible materials can create a
hazard.  If the hazard cannot be assessed adequately by analysis, a
configurational test may be performed.

(19) Be aware of seat shape and seals.  Designs in which an O-ring seals on an
unusual seat shape may cause increased wear or accelerated extrusion of
the O-ring material and the generation of particulate contamination.

Although the design of sealing interfaces is a necessary compromise, the
design should use standard seat shapes as much as possible.  Past
experience has shown that elastomeric O-rings are successful in static
environments but are usually poor choices in dynamic environments, and
should only be considered in designs where the exposure to oxygen
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is minimized, such as line exposure.  In some instances, PTFE with Viton®

as a backup (which exposes the most compatible materials preferentially
to oxygen) has been used for seals where elastomers must be used and
cannot be limited to line exposure.  Rigid plastics such as Vespel® have
been used as seats in valves and regulators; however, the noncompliance
of the material requires a small contact area with a hard (metal or
sapphire) mating surface to achieve a seal.  An alternative to rigid plastics
is to use a coined metal seat if the precautions to eliminate galling,
discussed above, have been taken.

(20) Allow sufficient seal squeeze to avoid O-ring extrusion.  Standard
manufacturers’ dimensions and tolerances should be incorporated into
designs unless an unusual overriding design constraint demands the
change.  Additionally, the dimensions of all parts in the valve assembly
should be carefully inspected.  Ideally, adequate gland size should be
provided in the initial design.

(21) Use metal-to-metal seals in some cases.  Polymeric materials cannot be
used as seals in valves that control the flow of hot oxygen at high
temperatures and pressures, because they lose sealing properties, are easily
ignited, and wear too rapidly.

High pressures and high flow rates can produce side loads and oscillations
on the poppet seal; these can cause metal deterioration by fretting or
galling.  (Galling is the more severe condition, because it involves
smearing and material transfer from one surface to another.) Fretting and
galling can cause several problems in oxygen systems.  The valve poppet
may seize, resulting in loss of function.  The frictional heat of the fretting
or galling may lead to ignition of the valve.  The particles generated by the
fretting or galling may cause malfunction or ignition of another
component downstream.

Where possible, the valve poppet should be designed for symmetrical flow
so no oscillatory side loads are created.  The symmetrical flow centers the
poppet in the bore and maintains design clearances between the poppet
and bore surfaces.

For gaseous systems, it may be possible to reduce the volumetric flow rate
(and thus the magnitude of oscillations and side loads) by installing an
orifice.  The orifice should be downstream of the poppet to minimize the
pressure differential across the poppet.  It is also possible to flexure-mount
the poppet in the bore and to incorporate labyrinth seal grooves in the
poppet surface.

To minimize the possibility of ignition, poppet and bore materials
should be relatively resistant to ignition by frictional heating.  Both
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may be hardened by nitriding or a similar process to minimize material
loss by fretting or galling.

(22) Consider the effects of long-term operation, including the following:

(a) Cold flow of seals.  Cold flow is a concern, especially for soft
goods with little resiliency.  With applied loads, these materials
permanently deform, usually resulting in sealing loss.

(b) Seal extrusion (avoid extrusion-generated particulate).  Generally,
seals with low hardnesses tend to provide better sealing.  However,
the softer seals will not withstand high temperatures and pressures.
When such seals fail, they often extrude, generating particulate.
Pressure and thermal reversal cycles can also result in seal
extrusion.  Although silicone seals are not recommended, they may
be found in existing oxygen systems.  If found, careful
examination during maintenance procedures is recommended,
because excessive cross-linking of silicone elastomers in oxygen
environments may occur, leading to embrittlement and
degradation.

(c) High-temperature excessive oxidation of copper.  Copper is often
used for oxygen seals.  It can provide a very reliable seal; however,
at extremely high temperatures, the copper oxide that forms on
exposed surfaces can dislodge from the substrate.  The oxide is
then likely to become a source of particulate.

(23) Design equipment so that power losses, control pressure leakage, or other
loss of actuation sources return the equipment to a fail-safe position to
protect personnel and property in an accident.

(24) Consider the effects of thermal expansion.  Buckling can create
component failures.

402 DESIGN FOR CRYOGENIC OXYGEN SYSTEMS

In addition to the design requirements for high-pressure and high-temperature oxygen
systems in Section 401 of this chapter, specific considerations for cryogenic applications
are described as follows.  Liquid cryogens can easily vaporize and produce high-pressure
regions in systems assumed to be at low pressure (liquid lockup); if these potential high-
pressure conditions are not considered when designing the system, serious hazards can
exist.  (Refer to Chapter 7 for tankage considerations.)

402



4-14

402a

a. Materials Guidelines.

Materials requirements are similar to requirements for GOX.  One additional
consideration is that vaporization of LOX occurs around heat sources such as ball
bearings; this increases ignition risks and requires compensation for possible
elevated pressure.

b. General System Installation Guidelines.

Design considerations relating to system installations are noted below.

(1) Thermal conditioning of cryogenic systems is mandatory.  A bypass flow
path with pressure relief valve shall be provided.  Thermal conditioning
can be performed with liquid nitrogen or LOX.  Carefully analyze system
startup for LOX pumps, as cavitation from improper chill down can
increase fluid pressures and damage parts (leading to premature failure of
components) and can create startup instabilities (leading to ignition from
frictional heating).

(2) Avoid condensation on external surfaces because the cryogen can liquify
air or freeze water and other vapors and create falling ice or other hazards.

(3) Avoid condensation on internal surfaces because the cryogen can freeze
water and other vapors.

(a) Long-term storage of LOX and extended cyclic fill operations may
concentrate low volatile impurities in the storage container as a
result of the loss of oxygen by boiloff.  Therefore, the oxygen used
on the basis of the original specifications may not be satisfactory.
Pressure relief valves or other means should be designed to prevent
the back aspiration of volatile impurities into storage systems.

(b) The contents of vessels should be analyzed periodically for
conformance to the specifications to limit the accumulation of
contaminants from cyclic fill-and-drain operations.  An inspection
and system warmup refurbishment shutdown cycle should be
established, based on the maximum calculated impurity content of
the materials going through the tank or system.  This should allow
frozen water and gas contaminants to vaporize and leave the
vessels.  Where practical, a mass balance of measurable
contaminants should be made for all fluids entering or leaving the
system or the component.
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c. Design Specifications.

The concerns are similar to those for high-pressure, high-temperature oxygen,
with the addition of material embrittlement because of the low temperatures.
Cracking and fractures of soft goods and metals can cause premature failures.

d. Hazard Considerations.

Cryogenic hazards, such as cold injuries from exposure when handling equipment
with LOX, shall be considered.  Additionally, oxygen-containing equipment
should not be operated over asphalt pavement because of spill hazards and the
potential for ignitions from oxygen-enriched asphalt, which can be readily ignited
because of its shock sensitivity.  When use of LOX systems over asphalt cannot
be avoided, all asphalt areas under uninsulated piping should be protected to
prevent contact with oxygen.

e. Component Hardware and Systems Design Considerations.

(1) Liquid lockup can occur, requiring special pressure relief protection.

(2) Avoid fluid expansion regions in which the fluid can vaporize.  If
expansion is allowed to occur, the resulting fluid downstream will have
two phases, gas and liquid, and the following situations could occur:

(a) Increased pressure caused by vaporization

(b) High surge pressures caused by liquid hammer effects (Mechanical
damage as well as rapid compression heating and ignition of soft
goods can occur if fluid hammer is not eliminated in oxygen
systems.)

(c) Decreased performance of metering valves and other components
sensitive to fluid properties

(3) Avoid cavitation of rotating equipment, because the high pressures
generated by the rapid vaporization during cavitation can exceed the rated
capability of hardware.  Additionally, dynamic instabilities can be created
that allow rotating shafts and impellers to wear against housings, leading
to failures from frictional heating.

(4) Avoid geysering of LOX and GOX, caused by gas bubble formation in
flowing liquid systems, because this can create rapid pressurization of soft
goods, and it can create a fluid hammer condition with rapid
overpressurization of components, leading to bursting of pressure-
containing components.
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(5) Prevent hydrostatic over-pressurization of tanks and dewars during filling
operations by using a full tricock valve system or similar overfill
protection to maintain an adequate ullage area.

f. Electrical Design Guidelines.

In addition to the guidance in Sections 401.b(9), (10), and (11) of this chapter,
electrical wiring inside LOX tanks should be encased in hermetically sealed
conduits or conduit inerted with helium or nitrogen gas.  The instruments,
switches, flow sensors, and electrical devices should be designed in modular
structure and hermetically sealed, and inerting with nitrogen or helium is
recommended.

403 CODE DESIGN REQUIREMENTS

Several codes are applicable when designing, fabricating, and testing ground support
equipment for oxygen use.  This section provides a review of codes the designer must
consider.

Note: This section does not attempt to duplicate all code requirements.  It is the
responsibility of the designer to refer to the appropriate codes.  Additional
requirements noted below were specified from extensive experience and can be
found in other documents such as CGA G-4.0 (1987).

a. Liquid Oxygen Vessels - (for example: ASME 1995a).

The safe containment of LOX requires particular attention to design principles,
material selection, and fabrication, inspection, and cleaning procedures.  The
operation and maintenance of LOX vessels must be sufficiently detailed to ensure
safe and reliable performance.

(1) Liquid oxygen storage vessels include an inner tank to contain the liquid
and an outer jacket containing either powder or vacuum insulation or a
combined powder-inert gas insulation to reduce heat transfer to the LOX.

(2) The construction, installation, and testing of LOX storage vessels should
conform to requirements established by the Center Engineering
Directorate and to the applicable codes and standards.  Typical oxygen
storage vessel specifications are given in Appendix D.

(3) The tank outlet should be clearly marked and should indicate whether
the contents are gaseous or liquid.  The hazard potential of opening the
system will differ significantly between pressurized gases and liquid.
Emergency isolation valves that function to restrict liquid flow from the
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tank in case of a line failure downstream should be provided as close to
the tank annulus as possible.  The emergency valve should be quick-acting
and must be operable under conditions of heavy liquid spillage.  A label
shall be provided, listing the contents, capacity, operating pressures,
direction of flow, dates of proof tests, and dates of in-service inspection
and recertification (NASA JSC SE-S-0073 1988; NHB 1700.1 1993).

(4) Tank truck specifications for LOX are included in NASA JSC SE-S-0073
(1988); NASA JHB 5322B (1994); Compressed Gas Association (CGA)
1985; CGA 341 1987; 49 Code of Federal Regulations (CFR) 171-179
(1986); and Chapter 8.  The vibration and sloshing of LOX should be
minimized by careful selection of running gear and placement of inner
tank baffles and supporting systems.  Vibration can be reduced by
controlling unwanted expansion and contraction.

(5) The tank pressure or liquid should not open the isolation valves.  The
valves should fail safely in a closed position on failure of the operating
fluid supply.  The emergency isolating valve should be in addition to any
normal isolating valve required for operation.  Top-entry connections that
extend into the liquid should also be protected by emergency valves.

b. Piping Systems.

(1) General.

(a) All piping systems should be designed in accordance with NASA
specifications and the latest issue of the applicable ANSI code
(primarily Sections 31.10 and 31.3).  The design should be based
on the pressure and temperature of the system and the pressure and
temperature limitations of the materials selected.  All local, state,
and federal codes shall be considered (refer to federal
specifications and codes in Appendix E).

(b) High-pressure oxygen shall not be transmitted in buried piping.
Underground piping cannot be inspected as readily as visible
piping for leaks, corrosion, or other defects.  Oxygen piping and
equipment shall be installed at a distance from electric power lines
or electrical equipment, far enough so that any failure of the power
lines or electrical equipment will not permit contact with the
oxygen piping and equipment.  All oxygen piping must be
adequately supported to avoid excessive vibration and to prevent
deterioration by friction.
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(c) Material used in pressure-containing piping systems and piping
elements should conform to listed or published specifications
covering chemical, physical, and mechanical properties; method
and process of manufacture; heat treatment; and quality control
and should otherwise meet the requirements of the Center Design
Engineering Directorate.

(d) Piping and pressure-containing components should be consistent
with the accepted design philosophy, substantiated by the
following:

1 Stress analysis to predict safe and reliable operation per
codes

2 Pressure testing per codes to verify predicted performance

3 Extensive, successful service experience under comparable
design conditions with components that are similarly
shaped and proportioned

(e) All factors must be considered when establishing safe velocity
limits.  A safe piping system, in addition to being designed and
installed in accordance with all applicable codes and regulations,
should further meet the special requirements for oxygen services.
These special requirements include certain velocity restrictions and
material specifications; special criteria for design and location;
correct location and specification of joints, fittings, safety devices,
and filters; and thorough and adequate cleaning of the components
and the system for oxygen services.  Factors that primarily effect
velocity in oxygen piping systems are pipe material, gas-operating
temperature and pressure, and restrictive configurations such as
valves or orifices.

(f) Piping, tubing, and fittings should be suitable for oxygen service
and for the pressures and temperatures involved (Department of
Transportation (DOT) (DOT 1976)).  Materials are described in
Chapter 3 and Appendix B.  Even when the system is built entirely
of suitable materials, problems can develop if the pressurized gas
flow is either started or stopped abruptly.  Two main events cause
problems:

1 Flowing gas undergoes compression heating at elbows,
dead ends, and valves--any place it is suddenly stopped.
The resulting temperature rise can be sufficient to ignite
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all polymeric materials commonly used in GOX systems,
including Teflon®.

2 Mechanical shock to the system may dislodge solid
particles.  If these are caught up in the flow and impinge on
a surface, hot spots will result that may cause ignition.

(2) Liquid-oxygen piping systems.

(a) Many liquid-oxygen lines are vacuum-jacketed or insulated to
reduce the heat input.  The jacket design should allow the jacket to
follow natural thermal displacement of the inner line.  Piping
systems should be sufficiently flexible to prevent thermal
expansion or contraction from causing piping failures or leaks.
Piping systems that are used infrequently or that are short may be
uninsulated.  Long pipe runs should be vacuum-insulated.  Bellows
sections in vacuum jackets should be used to compensate for
contraction and expansion.

(b) Horizontal pipelines may experience cryogenic bowing because of
stratified flow or because a single liquid layer exists on only the
bottom of the pipe.  The large forces normally generated by
bowing should be considered when designing pipe-guide supports
for bellows expansion joints.  The design of pipe-supporting
systems should be based on all concurrently acting loads
transmitted into such supports.  These loads should include weight,
service pressure and temperature, vibration, wind, earthquake,
shock, and thermal expansion and contraction.  All supports and
restraints should be fabricated from materials suitable for oxygen
service.

(c) Each section of liquid-oxygen piping capable of being isolated
should be considered a pressure vessel with a source of heat into
the line.  A heat leak can cause the pressure to increase
significantly as trapped fluid warms to atmospheric temperature.
Therefore, each such section must be equipped with protective
devices for overpressure control, particularly from overpressures
caused by insulation failures.  The overpressure protection devices
must be located in such a manner that all parts of the system are
protected from overpressure.

(d) Low points (traps) on liquid discharge piping are to be avoided to
prevent accumulating contaminants and trapping liquid.  If traps
are unavoidable, low-point drains should be provided and designed
so that all fluids drain on oxygen-compatible surfaces.
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All tubing ends, fittings, and other components used in oxygen
systems should be protected against damage and contamination.

(e) Where practical, avoid cavitation in LOX; where impractical, use
the preferred materials listed in Schmidt and Forney (1975).

(3) Gaseous oxygen piping systems.

(a) The primary concern with high-velocity flow conditions is the
entrainment of particulates and their subsequent impingement on a
surface, such as at bends in piping.  The effects of extremes in flow
velocity and pressure are also concerns.  Material erosion or
ignition can be caused by entrained particulate impact and
abrasion, erosive effects of the fluid flow, or to both.

(b) Until a more quantitative limit can be established, the following
practices are recommended:

1 Where practical, avoid sonic velocity in gases; where
impractical, use the preferred materials listed in Schmidt
and Forney (1975).

2 If possible, avoid the use of nonmetals at locations within
the system where sonic velocity can occur.

3 Maintain fluid system cleanliness to limit entrained
particulates, and perform blowdown with filtered, dry
gaseous nitrogen (GN2) at maximum anticipated pressure
and flow before wetting the system with oxygen.

(c) Piping systems should be designed to ensure the GOX in the
system does not exceed specified velocities.  Places where fluid
velocities approach 30 m/s (100 ft/s) should be reviewed for
particle impact ignition sensitivity (refer to Appendix B and CGA
G-4.4 1984).

(d) For use at pressures above 4.83 MPa (700 psig), oxygen piping and
fittings should be stainless steel, nickel alloys, or copper alloys
(Laurendeau 1968), because of ignition susceptibility.  Monel® is
approved for tubing, fittings, and component bodies (Schmidt and
Forney 1975).  The choice of piping and fitting materials should
take into consideration the external environment.
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c. Systems Connections and Joints.

(1) Welded, brazed, or silver-soldered joints are satisfactory for oxygen
systems.  Such joints, however, if left in the as-formed condition, may
have slag or surfaces that can trap contaminants.  Welds shall be specified
as full penetration so that the contracting surfaces are joined to limit
particulate entrapment.

(2) Exposed weld surfaces should be ground to a smooth finish for ease of
cleaning.  With brazed and soldered joints, special care must be taken to
ensure surface cleanliness, close and uniform clearance, and full
penetration of the joint.

(3) Materials used should be documented for compatibility with the total
environment of pressure, temperature, flow rates, and exposure time
profiles.  Material for joints and fittings should be similar to the piping
metal to avoid developing electrical couples.  When the use of different
metals cannot be avoided, considerable care must be taken when removing
the fitting or connection so any grit or contaminant resulting from the
electrical couple is not left in the piping.

(4) Vessel connections to rigidly mounted test facility piping should use
supported and anchored flexible metal hose insulated for low-temperature
service at the desired pressure.  Recommendations for flexible hoses
include a maximum allowable slack of about 5 percent of the total length.
For greater safety, the hose restraints should be at least 50 percent stronger
than the calculated impact force on an open line moving through the
flexure distance of the restraint.

(5) Piping should be assembled by welding, except at connections to valves,
etc., where flanged joints are required.  Welding procedures, welder
qualification tests, welding operations, and weld testing should be in
accordance with the ASME (1995c) and ANSI codes.  (KSC-SPEC-Z-
0003 1992; KSC-SPEC-Z-0004 1993).  Backup rings should not be used
because of the difficulty of recleaning the system.

(6) Transition joints such as aluminum to stainless steel should not be used in
the piping of LOX transportation systems.  The large temperature cycles
and severe mechanical jolts have frequently caused failures of such joints.

(7) Fill connections for loading and transfer from transportation systems shall
terminate in the fixed ends of hose unions that use a unique design
configuration (for example, keyed) to prevent filling oxygen tanks with
other fluids.  Check valves should be placed in the fill lines to prevent the
tank from draining onto the ground should the fill lines fail.
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(8) The oxygen gas trailers and transfer connections must use a unique design
configuration to prevent or minimize connecting with incompatible
gaseous fluids or similar fluids at different pressure levels.  The
connectors and fittings to be disconnected during operations should be
provided with tethered end plates, caps, plugs, or covers to protect the
system from contamination or damage when not in use.

d. Components.

(1) Valves.

(a) All valves should be accessible for operation and maintenance and
should be protected from accidental damage by nearby activities,
such as vehicle movement.

(b) Valves in GOX distribution systems should be kept to a minimum
and should be of good quality because they have mechanical joints
that are susceptible to leaks.  All valve materials must be suitable
for oxygen service, and material selection must meet velocity
criteria.  Stems, packing glands, and other parts vital to proper
valve operation should be of materials that will not readily corrode.
The stem packing should be oxygen-compatible (for example,
NASA JSC 02681 1982).

(c) Valves that, from a safety viewpoint, are suitable for high-pressure
GOX service may also be suitable for high-pressure LOX service.
Adaption for liquid service should consider possible mechanical
problems such as contraction strains, icing, and glass transition
temperatures of polymers.  Extended-stem gate, globe, or ball
valves are satisfactory.  Valves must be provided with venting
features to prevent trapping cryogenic liquid.

(d) Vessels used as test facility components should have remotely
operated fail-safe shutoff valves located close to the loading vessel.
All large-capacity storage vessels should have remotely operated
fail-safe shutoff valves.  A manual override should be considered
in case of a power failure.

(e) Check valves should not be used when bubble-free tightness is
required.  Check valves may only be used if a safety pressure
margin is maintained well above the maximum allowable working
pressure.  If the maximum allowable working pressure must be
higher than the supply pressure, two shutoff valves with a bleed
valve between them must be used.



4-23

(f) The safety of laboratory operations requires that bottled gases not
be contaminated.  Suppliers of bottled gases specifically prohibit
contaminating gases in their bottles.  Bottled gases have been
contaminated because check valves in interconnected systems
leaked, so the valves should be regularly checked and the contents
of the pressure vessels analyzed for contamination.

(g) Check valves might be completely tight at the start of service but
develop leaks later.  In fact, a single check valve is often more
leakproof than multiple check valves because the larger pressure
drop closes it more tightly.

(h) Isolation valves should operate either fully open or fully closed and
never in a throttling or regulating mode.

(i) Where required, a bypass should be provided around isolation
valves; the bypass must be of suitable materials because of the
high velocity involved.  If remotely operated bypass valves are
used, the valves should be fail-safe in case of power loss and
should close on a system emergency shutdown signal.

(2) Pressure-Relief Devices.

(a) Relief valves or rupture disks shall be installed on tanks, lines, and
component systems to prevent overpressurization.  The capacity of
a pressure-relief device should be equal to that of all the vessel and
piping systems it is to protect.  These devices must be reliable, and
the settings must be secured against accidental alteration.

Relief valves and similar devices should not be considered to be
secondary and passive components in the test hardware design; it
should be assumed that they will function at some time.  Personnel
safety and hardware damage should be primary design
considerations.

Relief valves shall be functionally tested to verify design
requirements are satisfied, including testing in both the static and
dynamic states.  Relief valves shall be functionally tested to verify
design requirements are satisfied, including testing in both the
static and dynamic states.

Relief valve riser pipes on high pressure oxygen systems shall be
analyzed for resonant tuning.
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(b) All sections of the pipeline system shall be adequately protected by
pressure-relief devices and should have an adequate manual vent
valve to allow for blowdown and purging.  All equipment in any
oxygen system that may be removed for inspection, maintenance,
replacement, etc., should be provided with a vent valve for
blowdown and purging.

1 Safety valves, vent valves, and associated piping should be
constructed entirely of approved materials.

2 Inherent ignition hazards are associated with self-activating
relief devices in oxygen systems.  Therefore, relief devices
and any vent lines connected just downstream should be
built from the most ignition-resistant materials available
and positioned in remote locations or isolated from
personnel by barriers or shields.

(c) For protection against rupture hazards, all enclosures that contain
liquid or that can trap liquids or cold vapors should have rupture
disks or relief valves installed.

(d) Gaseous oxygen tube trailers should be equipped with normally
closed safety shutoff valves that require power to remain open and
will automatically return to full closed when the power is removed.
These safety shutoff valves should never be used for flow control.
Manually operated main shut-off valves should also be used to
isolate the trailers and to control flow, if required.

(e) Manual bypasses to act as pressure-equalizing valves should be
provided around all manual pipeline valves.

(f) Vent and safety valves should be located outdoors to discharge
in a safe area.  If they cannot be located outdoors, the discharge
should be piped outdoors.  Lines leading to and from relief
devices should be of sufficient size to ensure the system will not
be overpressurized.  Piping and component orientation is critical
and consideration must be given to water aspiration and/or rain
from entering a system and thereafter freezing out against relief
devices.  Also bug screens, thrust balancing, and the potential to
backstream contaminated water into systems should be
addressed.  Discharge lines should be fabricated from ignition-
resistant materials.  Outlet ports should be checked to ensure
they cannot inadvertently become plugged.  Resonant frequency
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or coupling in captured vent systems, which can aggravate a
failure, should also be considered.

(g) The calculations that form the basis for pressure relief system
design shall be provided.  Such data should include:

1 The maximum operating pressure under both normal and
abnormal operating conditions

2 The location and condition of relief devices

3 The suggested methods of installation

4 The testing frequency

5 The possible hazards caused by system operation

6 The materials of construction

(h) Safety devices shall be checked before use to prevent possible
installation of incorrect pressure-rated devices.

(i) The minimum relieving capacities of the safety devices should be
as determined by the flow formulas in applicable codes and
specifications (for example: ASME 1995b; ANSI/ASME B31.10
1986; Schmidt and Forney 1975; National Academy of Sciences
1973; KHB 1710.2A(V2) 1978).  Safety relief valves and frangible
disks shall be designed and installed in accordance with applicable
codes and specifications (for example: DOT regulations, especially
49 CFR (1986) and CGA S-1.2 1980).

(3) Cylinders.  Acceptable flexible links for connecting cylinders are as
follows:

(a) Stainless steel tubing, which may be formed into loops to provide
enough flexibility for easy hookup, is also acceptable.  This is the
preferred method.

(b) Flexible metal tube or pipe such as bellows sections are also
recommended.  Teflon®-lined flexible hoses may be used if
particular care is exercised to ensure that pneumatic impact
ignitions cannot occur.  The risks may be minimized if procedures
avoid operator error and the design incorporates a long,
nonignitable metallic housing at the downstream end of the
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flexible hose.  Proper restraining cables and anchoring cables are
required for flexible hoses.  All-metal bellows are difficult to
clean, and the cleaning fluids cannot be completely rinsed off,
leading to corrosion.

e. Electrical Wiring and Equipment (for example: NFPA 53 (l994).

Electrical equipment and fittings used in oxygen-enriched atmospheres should be
designed for use at the maximum proposed pressure and oxygen concentration.
Further guidelines for the installation of electrical wiring and equipment for use in
oxygen-enriched atmospheres are found in NFPA 53 (1994) and may be applied
with the appropriate engineering discretion and with the approval of the cognizant
authorities.
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CHAPTER 5:  CLEANING

500 GENERAL

System cleanliness is critical in oxygen components and systems because contaminants
may cause functional anomalies or ignition.  Components used in oxygen systems should
always be reasonably clean before initial assembly to ensure contaminants do not damage
the hardware.  After initial mockup assembly, oxygen systems must be disassembled and
thoroughly cleaned, reassembled, leak tested, and purged with clean, oil-free, filtered,
dry, GN2 or helium before they are wetted with oxygen.

a. Cleaning should ensure the removal of contaminants that could cause mechanical
malfunctions, system failures, fires, or explosions.  This specialized service must
be performed by properly trained and qualified individuals at approved facilities.

Effective cleaning will:

(1) Remove particles, films, greases, oils, and other unwanted matter

(2) Prevent loose scale, rust, dirt, mill scale, weld spatter, and weld flux
deposited on moving and stationary parts from interfering with the
component function and clogging flow passages

(3) Reduce the concentration of finely divided contaminants, which are more
easily ignited than bulk material

b. Cleaning aids and materials; such as gloves, brushes, wipers, protective garments,
packaging materials, and chemicals; must be tested and approved before use in
any cleaning operation.

c. Oxygen systems and components should be thoroughly cleaned in accordance
with established NASA and industry procedures (ASTM G 93 1985; Banakitis
and Schueller 1972; CGA G-4.1 1987; MIL-STD-1246B (latest revision); NASA
JHB 5322B 1994; SSC 79-0010 1989; KSC-C-123G 1994; MSFC-PROC-
1831(1990); MSFC-PROC-1832 1990).

Note: Under The Clean Air Act Amendments of 1990 and the U.N. Montreal
Protocol, the use of chlorofluorocarbons (CFC), 1,1,1-trichloroethane, and
other ozone-depleting substances are being phased out.  Applicable
specifications and procedures should reflect these changes.  Alternative
cleaners for oxygen components and systems will be required.
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d. Whenever possible, oxygen-system cleaning should begin by disassembling all
components to their individual parts.  In-situ cleaning of systems and flow
cleaning of components is generally ineffective.  If cleaning is attempted by
flowing solutions through a component, vulnerable internal parts may be damaged
by cleaning solutions.  For example, the cleaning process may cause unintended
stem rotation in a bearing in a nonrotating stem valve, destroying it and producing
an ignition hazard.  Contaminants trapped in component recesses are not
effectively removed, and the cleaning solutions can become entrapped in the same
areas, thus increasing the contamination in the system.  Cleaning solutions should
not leave any cleaning agent residues.

e. The choice of organic cleaning solvents and associated procedures is currently
being reviewed and modified.  In the past, the organic solvent of choice has been
CFC 113 (trichlorotrifluoroethane, MIL-C-81302B (1987), amendment 1, type II),
because it is an ideal solvent for performing particle count and nonvolatile residue
analysis.  It is also nonflammable and relatively nontoxic.  However, production
of CFC is being phased out, because the release of these compounds into the
atmosphere damages the environment.  Alternative cleaning solvents are being
developed and investigated and will probably come into use in the near future.
These include the new hydrochlorofluorocarbons (HCFC), deionized (DI) water,
and isopropyl alcohol (IPA).  The effects of these changes on the cleaning of
oxygen systems are being assessed.

Cleaning procedures, desired cleanliness levels, and cleaning intervals must be
established for each system or component based on construction materials, design
configurations, and operating parameters.  The most practical cleaning method is
determined by the types, locations, and quantities of contaminants, and the desired
cleanliness level.  In addition, the item or component configuration (such as dead-
end ports) must be investigated so cleaning operations can be adequately
performed.

(1) The threshold level of contamination that markedly increases ignition
hazard has not been established.  Therefore, good practice is to be
conservative by specifying a cleanliness level equal to or better than that
which experience has shown to be acceptable for the application.

(2) When a component is removed from an oxygen system, it should be
inspected to determine its cleanliness.  This provides an opportunity to
determine the cleanliness of the system and to establish cleaning intervals
and levels.  For example, when a filter is removed it should be back-
flushed, and the trapped debris should be analyzed.  Based on the results
of the analysis, appropriate action can be taken.

(3) The cleaned oxygen systems and components should be inspected in
accordance with the guidelines established by NASA (for example, NASA
JHB 5322B 1994, or another applicable center document).
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Note: The use of IPA in cleaning oxygen systems was reported to have caused
a fire in an oxygen system because the IPA was not thoroughly removed in
the cleaning process (OMB 0704-0188 1993).  Additionally, flammable
cleaning solvents will be absorbed by soft goods; the effects of this absorption
must be assessed for oxygen systems.

This chapter describes procedures for component disassembly, precleaning, precision
cleaning, cleanliness verification, and protection of cleaned components.

501 CLEANING SAFETY

a. Cleaning Operations.

(1) A responsible individual shall direct cleaning operations.  Operators shall
be instructed in the safe use of the cleaning agents and all applicable
hazard communication standard requirements such as Material Safety Data
Sheets (MSDS’s).  Operators shall also be given written standard
operating procedures (SOP’s) that identify safety considerations wherever
special safety considerations are involved.

(2) The use of hazardous cleaning chemicals shall be kept to a minimum.

(3) Appropriate spill response training and spill control equipment must be
provided for the chemical types used.

(4) Used cleaning solutions shall be disposed of in accordance with
appropriate hazardous waste regulations.

b. Ventilation.

(1) All areas where cleaning compounds and solvents are used shall be
adequately ventilated to protect operators from hazardous airborne
contaminants.  Local exhaust ventilation, together with enclosures, should
be used whenever feasible.  General dilution and general ventilation
provide much less protection for personnel and result in contamination of
clean room atmospheres.

(2) Outdoor cleaning operations should be located so operators can work
upwind of solvent vapor accumulations.

(3) Chemical containers shall be clearly identified, labeled, and sealed when
not in use.

501b



5-4

501b

(4) Some cleaning chemicals can break down into toxic compounds when
heated to decomposition temperatures.

(5) Some cleaning chemicals when heated, such as by arc heat, heat at the
weld joint, or ultraviolet rays from welding can decompose halogenated
solvents to produce highly toxic gases.  Parts to be welded must be free of
cleaning chemicals.  Appropriate respiratory protection must be used when
performing operations involving personnel exposure to heated chemicals.
Respiratory protective equipment should be used as a supplement to
engineering controls as necessary to prevent or control exposures of
personnel to airborne contaminants.  Engineering controls such as
enclosures, local exhaust ventilation, or vapor degreasers should be used
as the primary means of exposure control.

(6) Atmospheric monitoring (area and/or personal, as applicable) may be
required to evaluate exposures to hazardous airborne contaminants and/or
to detect otherwise dangerous levels of hazardous materials in the
atmosphere.

c. Personal Protective Equipment.

(1) Personal protective equipment; such as face shields, gloves, respiratory
protection, and lab aprons; shall be worn in accordance with applicable
NASA safety guidelines, Occupational Safety and Health Administration
(OSHA) regulations, and MSDS’s.

(2) Operable emergency eye wash units and deluge showers must be provided
in the immediate areas where chemicals are used.

(3) Appropriate fire extinguishers must be provided where flammable
materials are used.

502 CLEANING PROCEDURES

a. No single cleaning procedure will meet all cleanliness requirements.  Visual
cleanliness is not a sufficient criterion when dealing with oxygen systems,
because of the hazards associated with contaminants invisible to the naked eye.
General oxygen-system cleaning procedures are discussed in ASTM G 93 (1985).

b. Items to be cleaned should be completely disassembled before cleaning when
possible.  Piping systems should be cleaned and inspected before assembly.
Components or parts that could be damaged during cleaning should be cleaned
separately.  Calibration-sensitive items should be processed by qualified
personnel.
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c. Preparing components for oxygen service includes degreasing, disassembling and
examining, hydrostatic testing (if necessary), precleaning, inspection, precision
cleaning, reassembly, functional testing, and packaging.  Special cleaning
procedures may be required to remove heavy oil or grease, rust, or welding
discoloration and slag.  Depending on the design of the component or system,
special procedures may also be required.

(1) Degreasing.  Degrease metal parts with a degreasing agent by immersing,
spraying, or vapor-rinsing the part until all surfaces have been thoroughly
flushed or wetted.  Assist the degreasing action with suitable brushes if
necessary.

Note: This step is required only for heavily oil- or grease-
contaminated items.  Alkaline cleaners used to preclean metallic parts
and detergents used to preclean nonmetallic parts will effectively
remove small amounts of grease and oil.

(2) Disassembling and Examining.  Components should be disassembled and
their parts grouped according to the method of cleaning.  During
disassembly, individual parts should be examined to assess their
serviceability.  If sealing surfaces are damaged or cracked, the component
must be repaired or replaced.  Special attention should be directed to
nonmetals.  On used and long-stored components, remove and discard all
nonmetallic parts if possible, and replace them with new, like parts.
Replacement materials must have oxygen compatibility at least as good as
that of the original materials.

(3) Hydrostatic Testing.  Any required hydrostatic testing on hard lines,
flexible hoses, and pressure vessels should be completed before
precleaning.

(4) Precleaning.  Various commercially available, cleaning solutions can be
used in conjunction with ultrasonics to remove firmly attached
contaminants.  Commonly used cleaning solutions include alkaline
solutions, acid solutions, mild alkaline liquid detergents, and rust and scale
removers.

The cleaning solutions used depend on the material to be cleaned.
Stainless steels (300 series), Monel® alloys, Inconel® alloys, and Teflon®

are usually cleaned in an alkaline solution and then in an acid solution.
Carbon steel is cleaned by a rust and scale remover, if required, and then
in an alkaline solution.  In severe cases of rust or corrosion, carbon steel
may be sand or glass-bead blasted.  Copper and brass are cleaned in
alkaline solution, then acid pickled.  Aluminum and nonmetals are cleaned
in liquid detergent.
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Other specialized materials may require different cleaning techniques;
materials should not be cleaned in solutions with which they react
significantly.

Assist chemical cleaning with mechanical cleaning when necessary.
Visually inspect all items and repeat precleaning if necessary.

These typical steps in the precleaning operation give insight into the
quality and thoroughness necessary for cleaning oxygen systems.

(a) Chemical cleaning.  Chemical cleaning may be a single-step or
multi-step process, depending upon the material involved.

Note: Parts should be handled only with approved, clean gloves
from this point on.

1 Detergent cleaning.  Mild detergent is usually used to clean
nonmetallic and aluminum parts.  Spray and/or immerse the
items in a detergent solution for a specified period of time.
Assist cleaning action by brushing parts with suitable
brushes and by using ultrasonic cleaners to aid in
contaminant removal.

2 Alkaline cleaning.  Corrosion-resistant metals and Teflon®

are usually cleaned with an alkaline cleaning agent.  Spray,
soak, and/or immerse items in a solution of alkaline cleaner
for a specified period of time.  Assist cleaning action by
brushing the parts with suitable brushes and by using
ultrasonic cleaners.

3 Acid cleaning.  Place nonwelded stainless steel parts or
other acid-resistant metal parts in an acidic cleaning
solution and allow them to soak for a specified period of
time.  Spray parts with acidic cleaning solution if
necessary.  Assist cleaning action by brushing parts with
suitable brushes or by using ultrasonic cleaners.

4 Rinsing.  After the detergent, alkaline, or acid cleaning;
thoroughly spray, rinse, or immerse parts in DI, distilled,
filtered water to remove all the cleaning agent.

5 Acid pickling.  Acid pickling is used to remove welding
discoloration and slag.  Place newly welded stainless
steel parts in a pickling bath, typically 3- to 5-percent
hydrofluoric and 15- to 20-percent nitric acid solution,
for about 3 to 5 minutes.  Brush welded areas with
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stainless steel brushes if necessary to remove welding slag.
An acid paste shall be used to remove weld discoloration.
After pickling, remove parts and rinse them thoroughly
with water.

Note:  Caution, nitric acid pickling of copper or brass
can result in nitrogen dioxide emissions.  Local exhaust
ventilation must be used as necessary to prevent
exposure of personnel to this highly toxic gas.

(b) Drying.  Drying can be accomplished by several means.

1 Blowdry components with filtered, dry air or nitrogen.

2 Use drying ovens, or heated nitrogen or compressed air
purge.

Note:  Care shall be taken when drying after HCFC-
based solvent cleaning, because acid formation has been
shown to promote stress corrosion cracking in pressure
vessels.

3 Flush successively with a clean hydrophilic organic
solvent, such as IPA, and a clean hydrophobic organic
solvent.

Note:  Care shall be taken to thoroughly dry system or
components after IPA is used because IPA is flammable
and will ignite and burn in oxygen systems (OMB 0704-
0188 1993).

(5) Inspecting.  The parts shall be visually inspected under a strong white light
for contaminants, including lint fibers.  Visual inspection will detect
particulate matter larger than 50 µ m as well as moisture, oils, and
greases.  If the parts are visibly clean, they may be sent for precision
cleaning.

(6) Precision Cleaning.

(a) Degreasing.  At ambient temperature, the parts are cooler than
the vapors in the vapor degreaser.  As they are lowered into the
vapor, the vapor condenses on the parts.  The condensate
collecting on the parts helps remove greases, oils, and
particulate.  When the temperature of the parts is equal to that of
the vapors, condensation ceases.  The parts are then lowered

502c



5-8

502c

into the ultrasonic tank for ultrasonic cleaning.  After ultrasonic
cleaning, slowly lift the parts into the vapor region.  They are again
cooler than the surrounding vapor, and condensation occurs.
When condensation ceases, slowly remove the parts from the
degreaser.

(b) Final rinsing.  Thoroughly rinse the parts with distilled solvent
from the distillate side of the vapor degreaser.

(c) Cleanliness verification.  This step is performed in conjunction
with the final rinsing.  Rinse the parts with enough distilled solvent
to obtain a reasonably sized sample.

1 Typically, 0.1 m2 (1 ft2) of surface area is rinsed with
100 ml of solvent.  Collect this solvent in a clean sample
beaker.

2 Filter the sample in the beaker through a 0.45- µ m filter.
Size and count the particulate.

3 Evaporate the filtrate in a clean, preweighed tare dish to
determine the amount of nonvolatile residue left in the tare
dish.

4 Typical NASA cleanliness specifications are given in Table
5-1 (NASA JHB 5322B 1994).  The maximum allowable
nonvolatile residue on parts used for oxygen service is
normally 1 mg/0.1 m2 (1 mg/ft2).  Particulate requirements
for specific components and systems depend on the
application; levels 50, 100, and 300 are most common.

5 If parts fail to meet the required specifications, the
precision cleaning must be repeated.  Precleaning does not
normally have to be repeated.

(d) Drying.  After the parts have been verified clean, dry them with
filtered, dry, compressed air or nitrogen.

(e) This section primarily addresses the use of CFC-113 as a solvent.
The use of CFC’s is being eliminated; therefore, new precision
cleaning procedures are being evaluated and will eventually
replace those listed in this section.
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(7) Component reassembly.  When reassembling the system or components,
only clean tools shall be used.  The operator shall wear clean, lint-free
gloves and outer garments consistent with the class of the reassembly area.
Small components shall be assembled in a clean, dust-free environment.
Keep all openings and clean surfaces covered with plastic film until the
system has been assembled.

(8) Functional testing.

(a) Leak-test the assembled component with oxygen-compatible leak-
check solution while component is being pressurized with clean,
dry air or nitrogen.

(b) Apply final operational tests as required at rated pressure and flow
rate.  (Nitrogen must be used for greater safety in the operational
tests.)

(9) Packaging.  Items cleaned for oxygen service are double-bagged as soon
as possible after cleanliness verification is obtained.  The inner bag
protects the cleanliness of the part.  The outer bag is used primarily as a
vapor barrier and to protect the inner bag.

(a) Inner bag.  After a part has been cleaned, it shall be bagged in an
oxygen-compatible film.  The film used for bagging oxygen
system parts must be as clean as the item being packaged.  FEP
Teflon® or CFC (Aclar®) film is normally used for the inner
packaging.

(b) Outer bag.  The outer bag is commonly polyethylene.  It protects
the inner bag and the part from abrasion, particles, and moisture.

(c) Label.  A label should be affixed to each bagged part to document
the cleanliness level (see Section 505).

503 CLEAN ASSEMBLY OF COMPONENTS AND SYSTEMS

Even the best-designed oxygen systems can contain hazardous ignition sources if they are
fabricated or assembled incorrectly.  Recommended techniques for clean assembly and
inspection to verify correct fabrication are described in this section.

Careful assembly is extremely important for high-pressure oxygen systems because
contaminants generated during assembly are a potential source of readily ignitable
material.  Elimination of all contaminants is highly desirable; however, complete
elimination is rarely feasible in complex assemblies such as nonmetallic seals, threads,

503
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screw lock plugs, press fits, welds, soldered and brazed joints, and lubricants.  Careful
assembly procedures can minimize the quantity of contaminants remaining in a system
and, thus, the potential for contaminant ignition.

a. Maintaining Cleanliness During Assembly.

Procedures for system and component assembly or reassembly after cleaning must
be stringently controlled to ensure that the required cleanliness levels are not
compromised.  All components requiring reassembly (such as valves, regulators,
and filters) shall be reassembled in a clean room or flow bench.  Personnel shall
be properly attired in clean room garments and gloves.  All tools used in the
filtered environment must be cleaned to the required levels.

Assembly or reassembly of systems should be accomplished in a manner that
minimizes system contamination.  Components should be kept in clean bags until
immediately before assembly.  One technique commonly used is to build up the
system as subassemblies, using the same techniques as for components (such as in
a filtered-air environment).  When the size or location of a system precludes this
practice, a low-pressure purge of the system by a clean, inert gas during
reassembly or a portable clean tent can be used to reduce contamination.

b. Assembling Seals.

Designs that allow or cause cuts or abrasions to in-place seals during assembly
can cause feathering of O-rings.  This feathering will create contaminants and can
set up future contaminant generation, as the seal will continue to shed particles
during its functional life.

Seals should not be forced into bores or over shafts without adequate chamfers.
These parts shall be inspected for burrs and sharp edges before they are
assembled.  A chamfer will always have a sharp edge unless it is specifically
removed.  Hardened steel may have a very pronounced sharp edge at the
intersection of the chamfer cut and the outer diameter of the shaft.

Installation of an O-ring over threads with an outer diameter exceeding the inside
diameter of the O-ring should be avoided if possible.  If no alternative exists at the
assembly stage, the assembly specifications should require additional cleaning
after the O-ring and threaded part have been assembled and before the
components are installed in the next level of assembly.  A light coating of
compatible seal lubricant should be used to ease assembly.
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c. Threaded Assembly.

Care should be taken when assembling threaded connections, because
contaminants can be generated in oxygen systems as the threads are engaged and
tightened (see Appendix C, Figure C-6).

d. Deformable Parts.

Parts such as screw-locking devices, which are deformed by other parts during
assembly, may generate particulate.  These parts are usually nonmetallic inserts.
Their use should be limited as much as possible, and their installation should be
sequenced so that they are driven in once only.  Further assembly and disassembly
increases the amount of particulate created.

e. Press Fits.

Press fits generate particulate during their assembly from the relative motion of
the two highly loaded surfaces.  The particulate can be partially removed by
cleaning the joined parts immediately after pressing them together; this step
should be called out on the subassembly drawing.  Assembly procedure
documents should ensure that the installation of press-fit, push-fit, and threaded
valve parts into housing bores is performed with the housing inverted (bore
opening pointing down), so contaminants generated during assembly fall away
from the component rather than into flow paths.

Cleaning components with press-fit parts is extremely difficult.  These parts
should never be submerged into a cleaning solution or bath, as the cleaning
solution enters between the two press-fit parts, leaches out later, and becomes a
contaminant.

f. Welded, Soldered, and Brazed Joints.

If left in the as-formed condition, welded, soldered, and brazed joints may leave
slag, roughness, porosity, or cracks that can generate or trap contaminants.  Such
joints should be minimized in high-pressure oxygen components.  When welds
cannot be avoided, they should be specified as full-penetration so that all
contacting surface areas are joined.  The use of full-penetration welds prevents
entrapment of particulate and eliminates uncleanable, blind surfaces.  Exposed
weld surfaces should be ground to a smooth finish to facilitate cleaning.
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g. Burrs.

Removal of burrs and sharp edges is of critical importance in high-pressure
oxygen systems.  Burr removal in small-diameter internal passageways at the
intersection of cross drills is a common problem.  The best results have been
obtained with small, motorized grinding tools and with electrical discharge
machining.  A borescope or other inspection tool should be used to verify burr
removal.

h. Lubricants.

Lubricants shall be used whenever they are required to reduce abrasion and
damage to seals during assembly and to enhance the operational sealing or sliding
of parts.  Lubricants should be applied lightly, and excess lubricant should be
removed to prevent future migration.  If a lubricant migrates into an area that
should not be lubricated, it can cause functional anomalies, as when regulator
control mechanisms fail to respond properly because of contamination by excess
lubricant.

Hydrocarbon-based lubricants must not be used in high-pressure or LOX systems
because they can easily ignite; the incorrect use of hydrocarbon-based lubricants
is a common cause of oxygen system fires.  The best lubricants for compatibility
with high-pressure oxygen are highly fluorinated materials.  However, some
highly fluorinated lubricants are shock-sensitive in high-pressure and LOX, so
compatibility testing is always required if test data are not available.  Even the
best lubricants can react with oxygen when system design limits on temperature,
pressure, or pressure rise rates are exceeded.

504 RECORD KEEPING

Record keeping is especially critical for equipment in oxygen service.  At a minimum,
labels must specify clean level and what cleaning specification was used.
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Table 5-1
Typical Maximum Allowable Particles for Different Cleaning Levelsa

Cleaning
Level

Particle Size
Range (µm)

Number of
Particlesb

300 <100
100 - 250
>250 - 300
>300

Unlimited
93
3
0

100 <25
25 - 50
>50 - 100
>100

Unlimited
68
11
0

50 <10
15 - 25
>25 - 50
>50

Unlimited
17
8
0

NVR (Nonvolatile Residue) Level

Level Maximum Quantity NVRb

A 1 mg

a NASA JHB 5322B (1994)
b Per 0.1 square meters
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CHAPTER 6:  OPERATING PROCEDURES

600 GENERAL GUIDELINES

Standard operating procedures (SOP’s), with checklists as required, shall be developed.
The SOP’s should be prepared by persons familiar with the work being done and should
be reviewed by personnel experienced in oxygen use.  SOP’s for all hazardous operations
should be reviewed by the designated safety authority.  Occupational health personnel
should be involved in the review cycle when operational procedures involve potential
health hazards.  The SOP’s should be implemented by line management.  SOP’s should
provide for the control of hazards to an acceptable risk and should be reviewed
periodically for observance and improvement.  The procedures should include:

a. Notification of the designated safety authority during hazardous operations

b. Protection of personnel

c. Prevention and detection of oxygen leaks

d. Elimination of ignition sources

The design of safe facilities and equipment should consider human capabilities and the
limitations of personnel responsible for operations.

601 PERSONNEL

a. General.

(1) Consideration for the safety of personnel at and near oxygen storage and
use facilities must start in the earliest planning and design stages.  Safety
documentation should describe the safety organization and comment
specifically on inspections, training, safety communications and meetings,
operations safety and instruction manuals, accident investigations, and
safety instruction records.  Training should familiarize personnel with the
physical, chemical, and hazardous properties of LOX and GOX, with
personal protective equipment, with the correct operation of oxygen
systems, and hazard recognition and control prevention.

(2) The responsible user organization of the NASA center should be
notified of oxygen transport, loading, and use operations.  The user
organization should assure that the safety equipment required at the
operational site is present and that all necessary support organizations,
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such as security, have been notified.  Transportation of oxygen-loaded
systems should not be scheduled during peak traffic periods if possible.

(3) Equipment failures caused by operator errors can result in fires,
explosions, injury, and extensive damage.  Operators shall be trained for
proper operations and kept informed of any changes in operating or safety
procedures.  The operators must be qualified and certified for working
with LOX and GOX (NHB 1700.1 1993).  The operators shall also be
trained in the corrective actions required in an accident.  Personnel
engaged in operations should be advised of the hazards that may be
encountered.

b. Confined Space.

(1) Instruments used for determining oxygen enrichment or oxygen depletion
must be calibrated in accordance with specific requirements for the
instrument.

(2) Personnel shall not be permitted to enter a confined space that may be
subject to oxygen enrichment or oxygen depletion, or a confined space
that contains a toxic material until an assessment of that space is made and
specific authorization is obtained.  Entry must be done in accordance with
NASA and OSHA requirements, and only trained personnel should be
allowed to use monitoring equipment, evaluate entry, and do actual entry.
Free entrance is permissible only if the oxygen concentration is between
19.5 and 23.5 volume percent (NHS/IH 1845.2 1983).

c. Operator Certification.

Before being certified to work with LOX or GOX, the operator shall demonstrate
the following:

(1) Knowledge of the properties of LOX and GOX

(2) General knowledge of approved materials that are compatible with LOX
and GOX under operating conditions

(3) Familiarity with manufacturers’ manuals detailing equipment operations

(4) Proficiency in the use and care of protective equipment and clothing and
safety equipment

(5) Proficiency in maintaining a clean system and clean equipment in oxygen
service
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(6) Recognition of normal operations and symptoms that indicate deviations
from such operations

(7) Conscientious following of instructions and checklist requirements

d. Personal Protective Measures.

(1) General.  Protective clothing and equipment, including respiratory
protection, should be included in personal protective measures.  All
operations involving handling LOX should be performed under the
“buddy system” at the level required for the hazard and complexity of the
task.

(2) Safety Clothing.

(a) Gloves for use around LOX systems must have good insulating
quality.  They must be designed for quick removal in case LOX
gets inside.  Because footwear may also get LOX inside, shoes
must have high tops and pant legs must be worn outside and over
the shoe tops.  The pants must have no external pocket openings
and no cuffs.  The shoes should be of leather.

(b) Personnel handling LOX must wear head and face protection.  A
face shield or a hood with a face shield must be worn.  If LOX is
being handled in an open system, an apron of impermeable
material should be worn.

(c) Oxygen will saturate normal clothing, rendering it extremely
flammable.  Clothing described as flame resistant or flame
retardant under normal atmospheric conditions may be flammable
in an oxygen-enriched atmosphere.  Impermeable clothing
components with good insulative properties may help protect the
wearer from thermal injuries.

(d) Any clothing that has been splashed or soaked with oxygen vapors
should not be removed until completely free of the gas.  Personnel
exposed to high oxygen atmospheres should leave the area and
avoid all sources of ignition until the oxygen in their clothing
dissipates.  Oxygen can saturate the skin also; therefore, personnel
should avoid ignition sources for 30 minutes after exposure.

Note:  Possible sources of ignition include sparks from tools
and static electricity.
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(3) Respiratory Protection.  In the event respiratory protection is required, as
in cleaning, venting, or purging operations, the breathing air used should
be periodically tested to ensure it meets CGA Grade D air specifications.

(4) Auxiliary Equipment.

(a) Portable oxygen detectors of approved design are useful where
oxygen leakage may increase fire and explosion hazards.

(b) Safety showers and eye-wash fountains are provided only to deal
with fire and corrosive chemicals or to flush cryogenic liquids
from clothing and skin.

(c) Water hoses should be available to thaw valves and fittings on
cryogenic storage containers.  Atmospheric moisture may freeze
on valve stems and similar components, making them impossible
to open or close.  Running water onto the frozen part may thaw the
ice and enable component operation.  Running water is also useful
to thaw ice if someone’s gloved hand freezes to a valve handle.

(d) Warning systems should be used to monitor oxygen systems that
have the potential of endangering operating personnel.  The
warning systems should be shielded and designed so the operation
of a single detection device serves to alarm but not necessarily to
initiate basic fire and emergency protection.  System and
equipment safety components should be installed for control of
automatic equipment to reduce the hazards indicated by the
warning systems.  Manual controls within the system should
include automatic limiting devices to prevent over-ranging.

602 COOLDOWN AND LOADING PROCEDURES

The cooldown and loading procedures must be followed to limit liquid geysering and
large circumferential and radial temperature gradients in the piping.  Liquid flow cools a
pipe faster than comparable gas flow, and nonuniform cooling may occur with two-phase
flow.  Flow rates that predict nonstratified LOX flows in pipes of various sizes are
presented in Schmidt and Forney (1975); Liebenberg, Novak, and Edeskuty (1967); and
Commander and Schwartz (1966).  System failures have occurred from operational
pressure surges.  The procedures and checklists should ensure operation sequencing to
prevent pressure spikes.
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a. Cryogenic Cold-shock.

Cold-shocking a newly assembled LOX system by loading it with clean liquid
nitrogen following final assembly is highly recommended.  After the cryogenic
cold-shock, the system should be emptied of liquid nitrogen and warmed to
ambient temperature.  Bolts and threaded connection must then be retorqued to
prescribed values, and gas leak-checking procedures should follow.

Following cold-shock, the entire system should be inspected for evidence of
cracking, distortion, or any other anomaly, with special attention directed to
welds.  Then system cleanliness must be checked and verified.

b. Hydrostatic Testing.

Where cleaning requirements preclude post-hydrostatic testing of a cold-shocked
system, a thorough review of system integrity should be conducted.  This includes
cases where a previously tested system is to be modified (Thomas 1992).

603 EXAMINATIONS

a. A visual safety examination of the oxygen systems should include verification of
dimensions, joint preparations, alignment, welding or joining, supports, assembly,
and erection.  Examples of conditions to be observed are:

• Corrosion (especially under insulation)

• Mechanical damage

• Cracking (especially at welds and areas of known stress concentration)

• Bulges or blisters

• Leakage

• Loose nuts, bolts, or other parts

• Excessive vibration

• Abnormal noise

• Overtemperature

• Discrepancies in gauge readings

• Pipe hanger condition
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• Flexible hose antiwhip devices

• Frost on vacuum-jacketed lines and on containers

• Obstruction in relief-valve vents

• Evidence of contamination in system
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CHAPTER 7:  FACILITY PLANNING AND IMPLEMENTATION

700 GENERAL

a. Because of the hazards associated with oxygen and oxygen-enriched air, planning
for the protection and safety of personnel and equipment must start at the initial
facility design stages.

b. An environmental review of LOX and GOX facilities should include an
understanding of potential environmental effects and how they can be effectively
controlled.  Situations during transportation, storage, transfer, testing, and
vaporization where life, health, environment, and property may be exposed to
substantial hazards should be considered.  The probability of events occurring and
causing spills, the nature of the spill, and the risks of fires and explosions should
be included in the evaluation.

c. Vapor cloud dispersion studies should be performed, taking into account
evaporation rates, cold vapor stability, spill sizes, and ground conditions.  The
studies should include the effects of ignition under various stages of developing
oxygen-enriched air-fuel mixtures.

d. Various techniques and methods have been developed that provide protection
against fires and explosions:

(1) Containers sufficiently strong to withstand explosions (ASME 1995a;
ASME 1995b; NFPA 68 1978)

(2) Venting methods to prevent vessel failures (NFPA 68 1978; Stull 1977)

(3) Sufficient clearances and separations between oxygen containers and
incompatible materials, storage tanks, plant equipment, buildings, and
property lines that any accident or malfunction has a minimum effect on
facility personnel and public safety.  These may include protective
enclosures such as barricades or cell enclosures (Baker et al. 1978).

(4) Ignition and flame prevention techniques (NFPA 1986)

e. Quantity-distance relationships are intended as a basic guide in choosing sites and
separation distances.  Quantity-distance criteria for bulk oxygen storage facilities
are intended to provide protection from external fire exposure.  Quantity-distance
criteria for oxygen-fuel systems, however, are intended to reduce the effects of
fire, explosion, fragmentation, and detonation by keeping the hazard source at a
safe distance from people and facilities.  Blast effects and fragmentation are
discussed further in Appendix F.
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f. Some general facility design guidelines for oxygen facilities are as follows:

(1) Design to manage fires.  Provide an automatic remote shutoff to isolate
critical components from all bulk oxygen supplies.  Water spray systems
must be provided (NSS 1740.11 1993).

(2) Locate oxygen systems a safe distance from heat or radiation sources.

(3) Limit ignition sources and provide lightning protection in the form of
lightning rods, aerial cable, and suitably connected ground rods in all
preparation, storage, and use areas.  All equipment in buildings should be
interconnected and grounded to prevent inducing sparks between
equipment during lightning strikes (NFPA 70 1993).

(4) Provide an isolation valve outside of a building that has oxygen lines to
close off the oxygen supply.

(5) Anticipate indirect oxygen exposure that may result from system failures.

(6) Avoid venting into confined spaces.

(7) Use the fewest number of joints possible for piping.

(8) Locate instrumentation and controls so the system can be inspected,
serviced, and operated without presenting a hazard to personnel.  Lighting
should be provided for equipment inspection and safe personnel
movement.

(9) Provide sufficient clearance for vehicles in structures over roads,
driveways, and accesses.  Roads, curves, and driveways should have
sufficient width and radius to accommodate required vehicles.  Access
should be provided for the operation and maintenance of safety and
control equipment.  Also, two exit routes should be provided from all
buildings and test cells.

(10) Consideration should be given to the effect of an oxygen system’s
particular location, use, size and criticality on the cost of cleaning and
inspection procedures.  Commercial cleaning standards may be adequate
for laboratory facilities and smaller test facilities, and until lower cost
methods of cleaning and inspection are developed, the risk of equipment
loss or damage may in certain cases be economically acceptable.
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701 HAZARDS AND REVIEWS

a. Hazards.

Hazards resulting from leaks and spills, over pressurization, and transportation
can be found in Chapter 9.  Other hazards are listed below.

(1) Compressor and Pump Malfunctions.  Many compressor and pump
malfunctions have resulted in ignition and fire.

(a) The best available materials of construction are often not
completely compatible with oxygen and under certain conditions
will burn.  Problems with centrifugal pumps have included
sufficient friction between the rotating parts and the casing to
cause ignition, bearing failures, and fires.  Lubrication also
presents problems.  Bearing friction tends to vaporize LOX with
subsequent failures.  Pumps with LOX-lubricated bearings must
maintain liquid at the bearing to prevent friction.  Sufficient net
positive suction pressure (NPSP) must be maintained to prevent
cavitation.  Consideration should be given to the installation of a
cavitation sensor or downstream thermocouple with anti-shutdown
capability to enhance safety.

(b) Shaft seals exposed to the atmosphere may condense water and
cause pump failures because of ice formation.  Installing a purged
envelope around this area may prevent this damage from
occurring.  Pumping systems must have suction screens or filters to
keep out particles and to maintain the required cleanliness.  The
clearance between rotating and stationary parts should be sufficient
to eliminate catching of materials.  Suitable devices (strainers) for
arresting contaminants should be fitted in the intake and discharge
lines.  The mesh gauge of the strainer should be smaller than the
smallest clearances between impeller and casing.  The filter and
screen sizes in oxygen systems should be specified by the
engineering or safety directorate.  The pumps, bearings, seals, and
screens should be designed, engineered, and cleaned specifically
for LOX service.

(2) Liquid Oxygen and Gaseous Oxygen System Failure.

(a) Regulator, valve, and mechanical device malfunctions can cause
fires and explosions.  Piping and valving in vaporization systems
may fail, causing injury and low-temperature exposures.
Combustion of the materials in oxygen may occur, resulting in
extensive damage from fires and explosions.
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(b) Valves and high-pressure regulators may fail, usually from
improper operation or the presence of foreign material.  Adiabatic
compression may cause sufficiently high temperatures to ignite
soft goods or foreign materials.

(c) Regulators should be placed in operation correctly, and all fittings
and connections should be cleaned for oxygen service.

(d) Components of oxygen systems should be tested for safety and
performance.  The use of proper materials and suitable filters and
screens, cleanliness, avoidance of galling in valves, and quality
control will limit system failures.  Piping manifolds should be
sized to prevent excessive back pressure.

(3) Insulation Failure.  This causes overpressurization, which is further
explained in Chapter 9.

(4) Test Cell Entrances.

(a) Every entrance into an operating test cell must be considered
dangerous.  Authorized personnel should enter after conditions
within the cell have been determined to be safe.

(b) Test cells and buildings in which combustible or explosive
mixtures are present should not be entered under any condition.

(c) Personnel should be warned of the presence of oxygen-enriched
areas that create combustible or explosive mixtures and high or
low oxygen concentrations by using detectors, sensors, and
continuous sampling devices that operate both an audible and
visible alarm.  These warning systems should be designed and
installed to allow for proper operation of the test equipment, while
at the same time providing adequate warning time to reduce the
potential for exposure to possible hazards or hazardous conditions.

(5) Liquid Air.

(a) Impact-sensitive gels can form if liquid air forms on exposed
surfaces of LOX lines and components and is allowed to drip onto
a dirty floor.
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b. Hazards Analysis.

(1) In addition to the component- and system-level hazards analysis discussed
in Chapter 2, a facility-level hazards analysis should be performed for
each facility system or subsystem to identify areas indicating high
probability of failures that would result in leakage, fires, and explosions.
The hazards analysis allows a better understanding of the basis for the
safety requirements and emphasizes the need for compliance with
established regulations.

(2) Methods of performing hazards analyses include techniques such as fault
hazard analysis and fault-tree analysis, in which undesirable events are
evaluated and displayed, or a failure mode and effects analysis and single-
barrier failure analysis (described in Chapter 4), in which potential failures
and the resulting effects (to include ignition and combustion in oxygen-
enriched atmospheres) on the safety of the systems are evaluated (National
Transportation Safety Board (NTSB) NTSB-STS-71-1 1971; Solomon,
Rubin, and Krent 1976)

c. Safety Reviews (SR).

In addition to the design and hazards reviews mentioned above and in Chapter 4,
an ORI may be required before implementing the facility.  Guidelines for this
requirement can be found in NHB 1700.1 (1993).

702 STORAGE SYSTEMS

a. As defined by the National Fire Protection Association (NFPA 50 1990), a bulk
oxygen system is an assembly of equipment, such as oxygen storage containers,
pressure regulators, safety devices, vaporizers, manifolds, and interconnecting
piping that has a storage capacity of more than 566 m3 (20 000 ft3) of oxygen at
normal temperature and pressure (NTP) including unconnected reserves at the
site.  The bulk oxygen system terminates at the point where oxygen at service
pressure first enters the supply line.  The oxygen containers may be stationary or
movable.

b. As defined by the Occupational Safety and Health Administration (OSHA) (29
CFR 1986), a bulk oxygen system has more than 368 m3 (13 000 ft3) of oxygen at
NTP, connected in service or ready for service, or more than 708 m3 (25 000 ft3)
of oxygen (NTP), including unconnected reserves at the site.

c. The installation and location of bulk GOX systems should conform to the
requirements in 29 CFR (1986) and NFPA 50 (1990).
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d. Bulk GOX storage systems should be located aboveground and outdoors or
should be installed in a building of fire-resistive, noncombustible, or limited-
combustible construction (NFPA 220 1985) that is adequately vented and used for
that purpose exclusively.  Containers and associated equipment should not be
located beneath, or exposed by the failure of, electric power lines, piping
containing any class flammable or combustible liquids, or piping containing
flammable gases (NFPA 50 1990).

e. Where it is necessary to locate a bulk GOX system on ground lower than all
classes of adjacent flammable or combustible liquid storage, suitable means
should be taken (such as diking, diversion curbs, or grading) to prevent
accumulation of liquids under the bulk oxygen system (NFPA 50 1990).

f. Noncombustible barriers should be provided to deflect any accidental flow of
LOX away from the site boundaries and control areas.  Oxygen spills into public
drainage systems should be prevented.  Manholes and cable ducts should not be
located in oxygen storage and test areas.

g. The system and component designs and installations should restrict the presence
of combustible materials.  Items to be considered include mechanical devices,
instruments, and operating procedures.  Mechanical devices include suitable
fittings and connections, valves and valve outlet designs, transfer hoses, filters,
and check valves.  Instruments include analyzers to monitor oxygen purity and to
detect leaks and spills.  Operating procedures include purging with GN2 before
wetting with oxygen, attention to cleanliness requirements, and quality control
programs.

h. Liquid-oxygen installations shall be located at recommended distances from
buildings, fuel storage facilities, and piping to provide minimum risks to
personnel and equipment.  An impermeable, noncombustible barrier must be
provided to deflect any accidental flow of oxygen liquid or vapor from hazardous
equipment, such as pumps, hot electrical equipment, or fuel lines, that are
immediately adjacent to the LOX or GOX lines and that could be splashed with a
gaseous or liquid leak.

i. LOX tanks shall be located away from oil lines and areas where hydrocarbons and
fuels can accumulate.  The tanks must not be located on asphalt, and oily or
contaminated soil must be removed and replaced with concrete or crushed stone.
The location and amount of nearby flammable liquid and fuel storage must be
reviewed frequently.

j. Storage tanks and impounding areas must be located far enough from property
lines to prevent damage by radiant heat exposure and fragmentation to buildings
and personnel located outside the plant property limits.  Radiant heat densities
must be limited at the property lines to avoid damage to off-property structures.



7-7

k. Ground slope modification, appropriately sized gullies and dikes, and barricades
must be used for protection of facilities adjacent to oxygen storage and use
facilities.

l. Oxygen storage and use facilities must be protected from failures of adjacent
equipment (for example, pumps), which could produce shrapnel.

703 STORAGE VESSELS

a. At present, the minimum conventional vessel design criteria including
engineering design calculations and procedures, fabrication, testing, and
inspection for oxygen vessels are those presented in the ASME code (1995b).
This code also includes recommended formulas for calculating shell and head
thicknesses to withstand the designed internal pressures and for determining
thickness requirements for vessel openings and reinforcements.  It must be
recognized that the code suggests minimum safe standards that can be exceeded if
they are found to be insufficient on the basis of specialized experiences.  For
example, ASME (1995a) allows the use of higher design stresses than are
permitted under ASME (1995b), but also requires greater attention to design
analysis, loadings, fatigue evaluation, fabrication, and inspection.  ASME (1995a)
requires more precise design procedures and prohibits a number of common
design details.  This reference specifically delineates fabrication procedures and
requires more complete examination and testing.  The guidelines presented in
Division 2 (ASME 1995a) should be reviewed, and many of the requirements
should be accepted as the minimum for LOX vessels.

b. In many instances, LOX storage vessels for ground support equipment are
designed to serve as both storage and run tanks; as run tanks they provide the
oxygen directly into the test or flight equipment without an intermediate vessel or
liquid transfer operation.  The design and construction requirements for such a
combined storage-run tank are more demanding since the pressure and flow
requirements are usually considerably greater than those for a storage vessel
alone.

c. NASA and most large industrial oxygen users usually purchase liquid-oxygen
storage vessels from vendors who are familiar with low-temperature equipment
design, fabrication, and operation.  The specifications prepared by NASA should
be sufficiently detailed for a liquid-oxygen storage system that is safe for long-
term use.  The design calculations must take into consideration the intended use of
the vessel and its storage and heat leak requirements.

d. See Chapter 8, Transportation, for information about tank truck specifications.
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704 FIRE PROTECTION SYSTEMS FOR OXYGEN-ENRICHED ENVIRONMENTS

NFPA 53 (1994) contains additional relevant data pertaining to fire extinguishing in
oxygen-enriched (see glossary) atmospheres.  Much of the information in this section
summarizes portions of Chapter 7 of NFPA 53 (1994).

a. General.

(1) Because the combustion rate of materials in oxygen-enriched atmospheres
is so greatly increased, response by professional fire fighters may not be
quick enough to preclude major damage to a facility.  For this reason,
operational personnel in those oxygen-enriched environments must be
fully trained and instructed in the operation of the fire-fighting equipment
provided.  However, operational personnel should not attempt to fight any
major fires.  Their mission should be to secure the system as best possible,
notify the fire department, and to advise and direct as needed qualified
fire-fighting personnel.  The heightened level of oxygen fire volatility
further should emphasize the utilization of highly trained fire-fighting
professionals.

(2) Extinguishing systems designed for the normal atmosphere may not be
effective in an oxygen-enriched atmosphere.

(3) Rigid specifications for the design of fire-extinguishing systems for any
planned or potential oxygen-enriched atmosphere have not been
established.  Each location will have its own particular set of
requirements.  General guidelines have been delineated that will help set
up a fire-extinguishing system for a particular use.

(4) An evacuation plan for personnel in oxygen-enriched atmospheres should
be planned and the personnel instructed.  Quick evacuation is necessary to
protect personnel from fire exposure, toxic gas exposure, and
extinguishing agent exposure.

(5) Fire protection provisions for hyperbaric and hypobaric facilities are in
NFPA 99 (1987) and NFPA 99B (1987).

b. Fire-Extinguishing Systems.

(1) Automatic.  It is recommended that fixed fire-extinguishing systems
capable of automatic actuation by fire detection systems be established
for locations containing oxygen-enriched environments.  In such
systems the design emphasis should be given to early detection, quick
suppression system activation, and evacuation of personnel.  Where
possible, detection systems should concentrate on sensing fires as soon
as possible, especially in the earliest stages of smoldering, before
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visible smoke or flames.  Air-sampling particle detection systems have
been used in this application to continuously monitor equipment and
enclosed spaces.  The extinguishing system should also provide rapid
discharge such as that used in deluge type water sprays.  Where protection
of personnel is an issue, pre-primed deluge systems should be considered.
It is up to the responsible authority to decide if the automatic system
should be kept in operation continuously during unoccupied periods.
Spaces left unattended for short time periods should still have the
automatic system in operation.

(2) Manual.  Manual fire-extinguishing systems can be used as a supplement
to an automatic system.  In some cases, small fires may be extinguished
manually before actuation of an automatic system.

c. Fire-Extinguishing Agents.

(1) General.  Depending on the location and application, personnel may work
in oxygen-enriched atmospheres.  Therefore, the use of specific fire-
extinguishing agents must be evaluated with respect to their inherent
toxicity and the toxicity of breakdown products when used.  Because of
the increased combustibility and rapidity of burning materials in oxygen-
enriched atmospheres, significant increases in water densities and gaseous
concentrations of extinguishing mediums are necessary to extinguish fires.
Although there are no standards for a minimum system design, the most
effective general rule is to provide complete coverage with as much water
or another acceptable extinguishing medium as practically possible.  In
enclosed oxygen-enriched systems occupied by personnel, the toxicity of
the extinguishing medium and the ability of personnel to evacuate with the
suppression system operating must be considered in the design.

(2) Water.  Water is the most effective extinguishing agent when sufficiently
applied.  A design using fixed water spray nozzles can be effective.
NFPA 15 (1985) covers installations of systems for areas with ordinary
atmospheric air, but many of the design criteria are pertinent to areas with
oxygen-enriched atmospheres.

(3) Carbon Dioxide.  Only limited data exist regarding the effectiveness of
carbon dioxide in extinguishing fires in oxygen-enriched atmospheres
(Dees 1992; Sircar 1992).  Total flooding of an entire space is impractical
because of the hazards to personnel from asphyxiation and toxicity.
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705 BARACADES

a. Barricades1 needed in oxygen test areas to shield personnel, dewars, and adjoining
areas from blast waves or fragments resulting from a pressure vessel failure may
also be needed to isolate liquid-oxygen storage areas from public or private
property that may otherwise be too close.

b. To control liquid and vapor travel caused by spills, the facility should include
barricades, shields for diverting spills, or impoundment areas.  Any loading areas
and terrain below transfer piping should be graded toward a sump or
impoundment area.  The surfaces within these areas should be cleaned of oils,
greases, hydrocarbons, and other materials, such as vegetation that can be easily
ignited.  Inspections should be made to ensure good housekeeping.

c. Barricades surrounding storage vessels should be designed to contain 110 percent
of the LOX in the fully loaded vessel.

d. The most common types of barricades are mounds and revetments.

(1) A mound is an elevation of earth with a crest at least 0.914 m (3 ft) wide,
with the earth at the natural slope on each side and with such an elevation
that projections from the structure containing the oxygen hazard to the
structure(s) to be protected will pass through the mound.

(2) A revetment is a mound modified by a retaining wail.

e. Results of analytical studies and tests show that

(1) Barricades reduce peak pressures and shock waves immediately behind
the barricades.  However, the blast wave can reform at some distance past
the barricade.

(2) Revetments are more efficient than mounds in reducing peak pressures
and impulses near the barricades

(3) Peak pressure and impulse are greatly influenced by the height above the
ground, the location of the barricade, and the barricade dimensions and
configuration

f. Pumps are usually required at oxygen storage and use facilities, and protection
against overpressures from liquid flash off and from pump failures yielding
shrapnel should be provided (Bates 1976; CGA 1971; National Academy of

                                                          
1 The requirements for barricaded open storage modules are explained in 6055.9, Chapter 5 “Facilities Construction
and Siting”.
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Sciences 1973; Bauer, Wegener, and Windgassen 1970; Baker et al. 1974; Moore
1967).  Housings for high-rotational-speed test rigs may be designed as the
shrapnel shield between the rig and the vessel.  Personnel guards should be
specified for exposed moving parts and for hot and cold surfaces.

g. See also a report on the design of barricades for hazardous pressure systems
(Moore 1967) and a paper by Lawrence and Johnson (1974) on options to
consider when designing to limit explosion damage.

h. When locating pressure vessels, consider the possibility of tank rupture caused by
impact with adjacent hardware.  Shrapnel-proof barriers may be used to prevent
the propagation of an explosion from one tank to another and to protect personnel
and critical equipment.

706 QUANTITY-DISTANCE GUIDELINES FOR BULK LIQUID OXYGEN STORAGE

a. Criteria.

The quantity-distance criteria for LOX should be as established in NSS 1740.12
(1993); NFPA 50 (1990); Department of Defense (DOD) 6055.9 (1992); Hannum
(1984a, 1984b, and 1985); and Strehlow and Baker (1975).

b. Compatibility Groups.

Department of Defense 6055.9 (1992) establishes various compatibility groups
and identifies the types of liquid propellants and the degree of hazard.  Liquid
oxygen, for bulk storage conditions, is considered a Group II (strong oxidizers
that exhibit properties such as vigorous oxidation or rapid combustion in contact
with materials such as organic matter) propellant hazard with a Group A storage
compatibility designation.

c. Quantity-Distance Tables.

The recommended separations of bulk oxygen storage systems from inhabited
buildings and public traffic routes are shown in Table 7-1 (DOD 6055.9 1992).
The intragroup incompatible and compatible Group II storage distances are also
included in this table.

d. Incompatible Storage.

When liquid-oxygen storage and flow systems are part of the range launch pad,
static test stand, or test area, a greater possibility of reaction with the fuel
(propellant) exists.  Potential reactions from leaks or pressure ruptures of
propellant systems include normal combustion with the fuel or a detonation of the
oxygen-fuel mixture.  Therefore, with LOX in conjunction with a liquid
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fuel, as in engine static tests or launch operations, the quantity-distance
criteria are based on blast hazards.

e. Explosive Equivalent.

(1) A given total quantity of LOX plus fuel accidentally released and ignited
can be expected to produce a blast-wave with far-field characteristics
similar to some smaller amounts of high explosives.

The total amount of propellants (fuel plus oxidizer) that are involved in an
accidental release can be related to an equivalent amount of TNT or
similar high explosive that would produce the same blast-wave, far-field
overpressure.  Liquid-propellant explosive equivalents for a few propellant
combinations are given in Table 7-2 (DOD 6055.9 1992).  The equivalent
amount of explosive is determined by multiplying the explosive equivalent
factor times the total weight in pounds of oxygen and fuel present
(Appendix F; Benz, Bishop, and Pedley 1988; Baker et al. 1978; Kuchta
1973).

(2) The explosive equivalent factors are considered extremely conservative.
Results of theoretical studies and limited test results show that the
equivalent weight numbers presently used for fuel-oxygen such as
hydrogen-oxygen1 and RP fuel-oxygen mixtures indicate that maximum
pressures as high as those that occur with TNT are not developed.  The
recommended separation distances should be considered conservative.
The total quantity of propellant in a tank, drum, cylinder, or other
container shall be the net weight of the propellant contained therein.
Where the storage containers are not separated by the appropriate distance
or are not so subdivided as to prevent possible accumulative involvement,
the quantity shall be considered as the total of all such storage containers.
The distances can be reduced with the installation of effective intervening
barriers to limit or prevent mixing.  The distance will be calculated on the
basis of the explosive equivalent of the amounts, subject to the mixing.

f. Inhabited Buildings and Public Traffic Routes.

Distances to inhabited buildings and to public traffic routes for various quantities
of equivalent propellant mixtures are given in Table 7-3 (DOD 6055.9 1992).
The following factors were considered in computing the distances:

                                                          
1 As of 1993, tests on large-scale hydrogen-oxygen explosions are being conducted at WSTF to characterize the
explosions.
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(1) Studies have shown that for small quantities of explosive mixtures and
near-field distances the fragment hazard is greater than blast hazard, but
that for large quantities and far-field distances, fragments will not travel
far because of air resistance, and blast becomes the principle hazard.  This
changeover phenomenon has been shown to happen at 13 608 kg (30 000
lb).  The Department of Defense (DOD) Explosives Safety Board
recommends that if an explosive mixture is mixed within a confined space
such as a rocket motor or building that would produce fragments, a
minimum distance of 183 m (600 ft) for equivalent quantities of 45 kg
(100 lb) or less or 381 m (1250 ft) for quantities from 46 to 13 608 kg
(101 to 30 000 lb) of equivalent mix weight should be used instead of the
distances in Table 7-3 (DOD 6055.9 1992).

(2) Distances are computed from the factors in Table 7-4 based on the blast
effect of the propellant combination (DOD 6055.9 1992).

(3) Designated Safety Committees and/or the Installation Safety Director have
initial approval authority for recommended separation distances.  Because
these are mandatory requirements, a final waiver will be granted only by
the Associate Administrator for Safety and Mission Assurance through the
Safety Division, NASA Headquarters.

(4) Intraline distance is the minimum distance necessary to limit direct
propagation of an explosion by the blast wave from one run or storage
complex containing both oxidizers and fuels to another similar complex.
Indirect or delayed propagation may result from thrown fragments, debris,
or firebrands.  Serious personal injuries caused by fragments, debris, or
firebrands are likely.  Intraline distances are provided in Table 7-5 (DOD
6055.9 1992).

707 QUANTITY DISTANCE GUIDELINES FOR BULK GASEOUS OXYGEN STORAGE

a. General Guidelines.

The minimum distances from any bulk GOX storage container to exposures,
measured in the most direct line, should be as follows (29 CFR 1986; NFPA 50
1990):

(1) At least 15 m (50 ft) from buildings of wood-frame construction.

(2) Not less than 0.3 m (1 ft) (or other distance to permit system maintenance)
from buildings of other than wood-frame construction
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(3) At least 3 m (10 ft) from any opening in walls of adjacent structures.  This
provision should apply to all elements of a bulk oxygen system where the
oxygen storage is high-pressure gas.  Where the storage is liquid, this
provision should apply only to pressure regulators, safety devices,
vaporizers, manifolds, and interconnecting piping.

(4) For flammable gases aboveground, see Table 7-6 (NFPA 50 1990; 29 CFR
1986)

(5) At least 15.2 m (50 ft) from solid materials that burn rapidly, such as
excelsior or paper

(6) At least 7.6 m (25 ft) from solid materials that burn slowly, such as coal
and heavy timber

(7) At least 22.9 m (75 ft) in one direction and 10.7 m (35 ft) at approximately
90 degrees from confining walls (not including protective structures
having a minimum fire resistance rating of 2 hours and less than 3.7 m (12
ft) high) to provide adequate ventilation in courtyards and similar
confining areas

(8) At least 15.2 m (50 ft) from places of public assembly

(9) At least 15.2 m (50 ft) from areas occupied by nonambulatory patients that
are in a direct line from an inner container, a pressure relief device,
discharge piping outlets, and/or filling and vent connections

(10) At least 3 m (10 ft) from any public sidewalk or parked vehicles

(11) At least 1.5 m (5 ft) from any line of adjoining property that may be built
upon

b. Protective Structures.

The distances in (a) 1, 4-6, 10, and 11 above do not apply where protective
structures having a minimum fire resistance of 2 hours interrupts the line of sight
between uninsulated portions of the bulk oxygen storage installation and the
exposure.  A protective structure protects uninsulated oxygen storage containers
or supports, control equipment enclosures, and system piping (or parts thereof)
from external fires.  In such cases, the bulk oxygen installation should be at least
0.3 m (1 ft) from the protective structure.
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708 OXYGEN DETECTION

a. Whether or not oxygen detectors are installed is a decision that should be made at
a NASA center level.  Considerations involved in making this decision should
include: system construction and complexity and the effects of system leaks on
the facility or adjacent equipment.  The installation of a detector system does not
eliminate or reduce the requirement that systems be constructed leak-free and that
the system be inspected and validated at regular intervals.

b. A reliable oxygen detection and monitoring system should

(1) Identify possible oxygen-enriched areas.  While detection systems will not
pinpoint a leak, they may or may not indicate the existence of one
depending on wind, or detection method.  Leak-detection by observation
alone is not adequate.  Although the cloud and moisture that accompanies
LOX leaks is visible, leak-detection by observing such clouds is not
reliable.

(2) Warn whenever the worst allowable condition is exceeded.  Visual alarms
should be considered for the system to indicate that a problem exists.

c. Only detection units validated and approved by NASA instrumentation personnel
with an SRM&QA review for oxygen and oxygen-enriched atmospheres shall be
used.  The detection units and their response times shall be evaluated for suitable
performance.  Typical oxygen detection equipment used at NASA test facilities
includes the following (range from 0 to 25 and 0 to 100 percent by volume):

(1) Galvanic

(2) Paramagnetic

(3) Electrochemical (ZrO2 sensor, fuel cell, open-cathode oxygen cell,
polarographic)

(4) Gas chromatograph

(5) Mass spectrometer

d. When planning an oxygen detection system, several steps should be taken:

(1) Evaluate and list all possible sources to be monitored.  Valid justification
should be presented for any sources that are not considered for monitoring.
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(2) Evaluate the expected response time of the oxygen detection system to
ensure the compatibility of the fire detection or safety system considered
for use.

(3) Include carefully maintained and periodically recalibrated detectors as
well as means to ensure that any leaking oxygen passing the detectors will
be sensed.

(4) The oxygen detection system must be considered with the fire detection
and other safety systems used, to initiate corrective action(s) in as short a
time as possible.

e. Locations requiring consideration for detectors include

(1) Leak sources where the possibility of fire must be eliminated, such as
valve complexes, buildings, containers, and test equipment

(2) At LOX valves, outside LOX containers, and at exposed LOX lines,
although leaks from these sources may be allowed to diffuse into the
atmosphere

(3) LOX leaks through vacuum-jacketed equipment.  These leaks can best be
detected by temperature-monitoring systems.  When it has been
established that a leak exists in a vacuum-insulated vessel, the first step is
to analyze the discharge of the vacuum pump with an oxygen analyzer to
determine whether the leak is in the outer casing or in the liquid container.
If the analysis shows a normal purity of approximately 21 volume percent
oxygen, the leak into the vacuum space is from the atmosphere.

709 VENTING AND DISPOSAL SYSTEMS

a. Liquid Oxygen Disposal.

(1) Uncontaminated LOX should be disposed of by contained vaporization
systems.  It should not be dumped on the ground because organic
materials such as macadam or asphalt may be present (see Chapter 9).
Recommended vaporization systems include:

(a) Direct-contact steam vaporizers in which LOX is mixed with
steam in open-ended vessels.  The vaporized liquid is ejected from
the top of the vessel along with entrained air and condensed steam.
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(b) Heat sink vaporizers, which are large containers filled with clean
gravel and covered to exclude atmospheric contamination.  The
capacity of this type of vaporizer is limited to the sensible heat of
the gravel.

(2) A problem with liquid-oxygen disposal is the concentration of relatively
small quantities of dissolved hydrocarbons caused by preferential
vaporization of oxygen.  When LOX has been contaminated by fuel,
isolate the area from ignition sources and evacuate personnel.  Allow the
oxygen to evaporate and the residual fuel gel to achieve ambient
temperature.  The hazard associated with this impact-sensitive gel is long-
lived and difficult to assess (see also Chapter 9).  Inert the oxygen system
thoroughly with GN2 before any other cleanup step.

b. Gaseous Oxygen (Vapor) Venting.

(1) All dewar, storage, and flow systems should be equipped with
unobstructed venting systems.  Oxygen venting and dumping should be
restricted to concentrations that are safe for personnel at all directions and
distances.  A complete operations and failure mode analysis should
provide the basis for determining such conditions.

(2) Interconnecting vent discharges to the same vent stack may over
pressurize parts of the vent system.  The vent system must be designed to
handle the flows from all discharges or it may produce backpressure in
other parts of the system.  Inadequate designs may effectively change the
release pressure on all pressure-relief valves and rupture disks connected
to the vent system, because these devices detect a differential pressure.

(3) High-pressure, high-capacity vent discharges and low-pressure vent
discharges should not be connected to the same vent stack unless the vent
capacity is sufficient to avoid overpressurization of the weakest part of the
system.

(4) Venting should be far enough from personnel areas to permit natural
dilution to safe limits.  Consideration should be given for both oxygen
enrichment and oxygen depletion, when venting inert gases from an
oxygen system or when cleaning or purging the system.  Before venting or
relieving pressure, operating personnel should be cleared from the area.

(5) Vent-stack outlets should be downwind from the prevailing wind
direction, well removed from air intakes of test cells and control buildings,
and away from walkways, platforms, and traffic lanes.  Large, scheduled
discharges should be when the wind is favorable.
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(6) Discharges from all storage and transportation systems (from rupture disks
and pressure relief valves) should be to the outdoors through a vent line
sized to carry the boiloff that would result from a total loss of insulation.
The oxygen vents should be located at the highest possible point and
should exhaust the gas vertically.  Venting into valve and pump operating
enclosures will saturate the area, and in an emergency the operators could
be exposed to excessive hazards while attempting to control the
equipment.

(7) The vent design should provide protection from rain, snow, and ice
buildup.  To restrict the entry and freezing of atmospheric water, outlets of
small vent pipes should be turned downward, and outlets of large vent
stacks should have caps.  The use of tees is recommended for vent-stack
outlets.  Screens should be mounted over vent openings to prevent insects
or birds from building nests that will block the opening.  A low-point drip
leg should be incorporated into vent-stack designs with vent-line plumbing
and valving oriented to drop towards a collection area.  All probable
sources of water entry should be controlled in this manner to prevent
freezing components, which will make this safety system inoperable.

(8) Materials used in disposal and vent systems should be corrosion-resistant
and maintained at the required cleanliness level.
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Table 7-1
Safe Quantity-Distance Relationships for

Liquid-Oxygen Storage (Hazard Group II)a

Quantity of
Propellant, (lb)

Distance to Inhabited
Buildings, Railroads,

Highways, and Incompatible
Group II Storage b,c (ft)

Distance to Intragroup
(Intraline) and

Compatible Group II
Storaged

(ft)
100e

200e

300e

400e

500e

600e

700
800
900

1 000
2 000
3 000
4 000
5 000
6 000
7 000
8 000
9 000

10 000
15 000
20 000
25 000
30 000
35 000
40 000
45 000
50 000
60 000

60
75
85
90

100
100
105
110
115
120
130
145
150
160
165
170
175
175
180
195
205
215
220
225
230
235
240
250

30
35
40
45
50
50
55
55
60
60
65
70
75
80
80
85
85
90
90
95

100
105
110
110
115
120
120
125

a From DOD 6055.9 (1992), Table 9-19.
b Distances were selected as three-fourths of Group III inhabited building distances.  They were considered

reasonable because of the lesser hazard.
c When incompatible propellants are not separated by required distance or provisions are not made to prevent their

mixing, the combined quantity of the two shall be used.  Consult Table 7-2 to determine if explosive equivalents
apply.

d These distances average 37.5 percent of inhabited building distances listed in Bureau of Mines Report 5707
(1961).

e This applies to storage of liquid propellants in all types of containers, including rocket and missile tankage, in
quantities greater than single minimum-size shipping container, such as one 0.21-m3 (55-gal) drum or one 226.8-
kg (500-lb) net weight cylinder.  Smaller quantities shall be stored and handled as prescribed by the controlling
NASA center.



7-20

Table 7-1
Safe Quantity-Distance Relationships for

Liquid-Oxygen Storage (Hazard Group II) (continued)a

Quantity of
Propellant, (lb)

Distance to Inhabited
Buildings, Railroads,

Highways, and Incompatible
Group II Storageb,c (ft)

Distance to Intragroup
(Intraline) and

Compatible Group II
Storaged

(ft)

70 000
80 000
90 000

100 000
125 000
150 000
175 000
200 000
250 000
300 000
350 000
400 000
450 000
500 000
600 000
700 000
800 000
900 000

1 000 000
2 000 000c

3 000 000
4 000 000
5 000 000
6 000 000
7 000 000
8 000 000
9 000 000

10 000 000

255
260
265
270
285
295
305
310
320
330
340
350
355
360
375
385
395
405
410
470
505
535
555
570
585
600
610
620

130
130
135
135
140
145
150
155
160
165
170
175
180
180
185
190
195
200
205
235
255
265
275
285
295
300
305
310

a From DOD 6055.9 (1992), Table 9-19.
b Distances were selected as three-fourths of Group III inhabited building distances.  They are considered reasonable

because of the lesser hazard.
c When incompatible propellants are not separated by required distance or provisions are not made to prevent their

mixing, the combined quantity of the two shall be used.  Consult Table 7-2 to determine if explosive equivalents
apply.

d These distances average 37.5 percent of inhabited building distances of Bureau of Mines Report 5707 (1961).
e Extrapolations above 453 590-kg (1M-lb) level extend well outside data in Bureau of Mines Report 5707 (1961)

but are supported by independent calculations and knowledge of similar phenomena.
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Table 7-2
Liquid Propellant Explosive Equivalentsa-g

Propellant Combinations Static Test Stands Range Launch

LOX/Liquid Hydrogen (LH2) or
B5H9 + an oxidizer

60% 60%

LOX/LH2 + LOX/RP-1
Sum of 60% for

LOX/LH2 and 10%
for LOX/RP-1

Sum of 60%h

LOX/LH2 and 20%
For LOX/RP-1

LOX/RP-1, LOX/NH3 or
B5H9 + a fuel

10% 20% up to 500 000
lb + 10% over

500 000 lb

a From DOD 6055.9 (1992), Table 9-17.
b The percentage factors given in the table are to be used to determine the equivalencies of propellant mixtures at

static test stands and range launch pads when such propellants are located aboveground and are unconfined
except for their tankage.  Other configurations shall be considered on an individual basis to determine the
equivalents.

c The explosive equivalent weight calculated by the used of this table shall be added to any non-nuclear explosives
weight aboard before distances can be determined from Tables 7-3 and 7-5.

d These equivalencies apply also when the following substitutions are made:  Alcohols or other hydrocarbons may
be substituted for RP-1 and C2H4O may be substituted for any propellant.

e Use LOX/RP-1 distances for pentaborane plus a fuel and LOX/LH2 distances for pentaborane plus an oxidizer.
f For quantities of propellant up to but not over the equivalent of 45-kg (100-lb) explosives, the distance shall be

determined on an individual basis by the controlling DOD Component.  All personnel and facilities, whether
involved in the operation or not, shall be protected adequately by proper operating procedures, equipment design,
sheilding, barricading, or other suitable means.

g Distances less than intraline are not specified.  When a number of prepacked liquid propellant units are stored
together, separation distance to other storage facilities shall be determined on an individual basis, taking into
consideration normal hazard classification procedures.

h For large quantities, there is much debate about this value.  Tests are under way to better define these values; for
example, operations with the shuttle external tank are based on a yield of 20% (Klein, P.F. Letter to the Director
of the Space Shuttle Program, dated July 1, 1974).
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Table 7-3
Separation Distances for Liquid Hydrogen - LOX Propellant Combinationa

Distance from Potential Explosion Site (ft)Weightb of
Explosive

Equivalent, W, (lb)
To Inhabited
Buildingsc

To Public Traffic
Routesd

1
2
5

10
20
30
40
50

100e

200
300
400
500
600
700
800
900

1 000
1 500
2 000
3 000
4 000
5 000
6 000
7 000
8 000
9 000

10 000

670
670
670
670
670
670
670
670
670

1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250
1250

400
400
400
400
400
400
400
400
400
750
750
750
750
750
750
750
750
750
750
750
750
750
750
750
750
750
750
750

a From DOD 6055.9 (1992), Table 9-1, Footnotes 3 and 7.
b Liquid hydrogen-LOX weights must be converted (see Table 7-2) to TNT-equivalent weights before using this table.
c The distances corresponding to quantities up to 13608 kg (30 000 lb) assume a fragment and debris hazard from the explosion.

Lesser distances are permitted for these quantities according to the expression distance = (quantity)1/3 when the explosive
materials are not contained or are contained by thin casings (DOD 6055.9 1992, Table 9-1, Note 3).

d The distances in this column are 60% of the distances specified for inhabited buildings (DOD 6055.9 1992, Table 9-1 note 7).
e For quantities of propellant up to but not over the equivalent of 45-kg (100-lb) explosives, distance shall be determined on

individual basis by the controlling NASA center.  All personnel and facilities, whether involved in operation or not, shall be
protected adequately by proper operating procedures, equipment design, shielding, barricading, or other suitable means.
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Table 7-3
Separation Distances for Liquid Hydrogen - LOX Propellant Combination (continued)a

Distance from Potential Explosion Site (ft)Weightb of
Explosive

Equivalent, W, (lb)
To Inhabited
Buildingsc

To Public Traffic
Routesd

15 000
20 000
25 000
30 000
35 000
40 000
45 000
50 000
55 000
60 000
65 000
70 000
75 000
80 000
85 000
90 000
95 000

100 000
110 000
120 000
125 000
130 000
140 000
150 000
160 000
170 000
175 000
180 000
190 000
200 000
225 000
250 000

1250
1250
1250
1250
1310
1370
1425
1475
1520
1565
1610
1650
1685
1725
1760
1795
1825
1855
1960
2065
2115
2165
2255
2350
2435
2520
2565
2605
2690
2770
2965
3150

750
750
750
750
785
820
855
885
910
940
965
990

1010
1035
1055
1075
1095
1115
1175
1240
1270
1300
1355
1410
1460
1515
1540
1565
1615
1660
1780
1890

a From DOD 6055.9 (1992), Table 9-1, Footnotes 3 and 7.
b Liquid hydrogen-LOX weights must be converted (see Table 7-2) to TNT-equivalent weights before using this table.
c The distances corresponding to quantities up to 13608 kg (30 000 lb) assume a fragment and debris hazard from the explosion.

Lesser distances are permitted for these quantities according to the expression distance = (quantity)1/3 when the explosive
materials are not contained or are contained by thin casings (DOD 6055.9 1992, Table 9-1, Note 3).

d The distances in this column are 60% of the distances specified for inhabited buildings (DOD 6055.9 1992, Table 9-1 note 7).
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Table 7-3
Separation Distances for Liquid Hydrogen - LOX Propellant Combination (continued)a

Distance from Potential Explosion Site (ft)Weightb of
Explosive

Equivalent, W, (lb)
To Inhabited
Buildingsc

To Public Traffic
Routesd

275 000

300 000

325 000

350 000

375 000

400 000

425 000

450 000

475 000

500 000

3250

3345

3440

3525

3605

3685

3760

3830

3900

3970

1950

2005

2065

2115

2165

2210

2250

2300

2340

2380

a From DOD 6055.9 (1992), Table 9-1, Footnotes 3 and 7.
b Liquid hydrogen-LOX weights must be converted (see Table 7-2) to TNT-equivalent weights before using this table.
c The distances corresponding to quantities up to 13608 kg (30 000 lbs) assume a fragment and debris hazard from the explosion.

Lesser distances are permitted for these quantities according to the expression distance = (quantity)1/3 when the explosive
materials are not contained or are contained by thin casings (DOD 6055.9 1992, Table 9-1, Note 3).

d The distances in this column are 60% of the distances specified for inhabited buildings (DOD 6055.9 1992, Table 9-1 note 7).
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Table 7-4
Factors for Blast Effectsa

Equivalent Mix Weight, W
(lb)

Formulas for Computing
Distance to Inhabited

Buildings (ft)

Distance to Public Traffic
Routes (ft)

0 - 100 000
100 000 - 250 000

250 000 - 1 000 000

40W1/3

2.42W0.577

50W1/3

24W1/3

1.452W0.577

30W1/3

a DOD 6055.9 (1992), Table 9-1.
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Table 7-5
Intraline Distances for Liquid Hydrogen - LOX Propellant Combinationa

Distance (ft)Net Explosive
Weightb

(lb)
Barricadedc

D=9W1/3
Unbarricaded
D = 18W1/3

50d

100
200
300
400
500
600
700
800
900

1 000
1 500
2 000
3 000
4 000
5 000
6 000
7 000
8 000
9 000

10 000
15 000
20 000
25 000
30 000
35 000
40 000
45 000
50 000
55 000
60 000
65 000

30
40
50
60
65
70
75
80
85
85
90

105
115
130
145
155
165
170
180
185
195
225
245
265
280
295
310
320
330
340
350
360

60
80

100
120
130
140
150
160
170
175
180
210
230
260
290
310
330
340
360
370
390
450
490
530
560
590
620
640
660
680
700
720

a From DOD 6055.9 (1992), Table 9-3.  In Table 9-3, the distances are given to the nearest foot.
b Liquid hydrogen-LOX weights must be converted (see Table 7-2) to TNT-equivalent weights before using this table.
c Requirements and specifications for barricaded facilities are given in DOD 6055.9 (1992), Chapter 5.
d For less than 23 kg (50 lb), shorter distances (determined by formulas for Columns 2 and 3) may be used when

structures, blast mats, and line can completely contain fragments and debris.  This table is not applicable when blast
fragments and debris are completely confined as in certain test firing barricades.
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Table 7-5
Intraline Distances for Liquid Hydrogen - LOX Propellant Combination (continued)a

Distance (ft)Net Explosive
Weightb

(lb)
Barricadedc

D=9W1/3
Unbarricaded
D = 18W1/3

70 000
75 000
80 000
85 000
90 000
95 000

100 000
125 000
150 000
175 000
200 000
225 000
250 000
275 000
300 000
325 000
350 000
375 000
400 000

d500 000
600 000
700 000
800 000
900 000

1 000 000
1 500 000
2 000 000
2 500 000
3 000 000
3 500 000
4 000 000
5 000 000

370
380
390
395
405
410
420
450
480
505
525
545
565
585
600
620
635
650
665
715
760
800
835
870
900

1030
1135
1220
1300
1365
1430
1540

740
760
780
790
810
820
840
900
960

1010
1055
1090
1135
1170
1200
1240
1270
1300
1330
1430
1520
1600
1670
1740
1800
2060
2270
2440
2600
2730
2860
3080

a From DOD 6055.9 (1992), Table 9-3.  In Table 9-3, the distances are given to the nearest foot.
b Liquid hydrogen-LOX weights must be converted (see Table 7-2) to TNT-equivalent weights before using this table.
c Requirements and specifications for barricaded facilities are given in DOD 6055.9 (1992), Chapter 5.
d Distances are based on blast effect of propellant combinations.
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Table 7-6
Recommended Distances Between Bulk Gaseous Oxygen Storage and

Flammable Gases Stored Aboveground

DistanceFlammable
Gas

Quantity
ft m

NFPA specificationsa Liquefied
hydrogen

Any 75 22.5

Other liquefied
gases

≤3785 L
(1000 gal)
≥3785 L

(1000 gal)

25 7.5

OSHA requirementsb

Nonliquefied or
dissolved gases

Compressed,
liquefied,

and others in
low-pressure gas

holders

≤708 m3

(25 000 ft3) (NTP)
>708 m3

(25 000 ft3) (NTP)

<142 m3

(5000 ft3)
≥142 m3

(5000 ft3)

25

50

50

90

7.5

15

15

27

a NFPA 50 (1990)
b 29 CFR (1986)




